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SUMMARY 
Capacitors which employ po lyca rbona te  f i lm  as  the  d i e l ec t r i c  have  
advantages  for  ac  power app l i ca t ions  in  the  ae rospace  indus t ry  because  
of  low d i s s i p a t i o n  f a c t o r ,  e x c e l l e n t  s t a b i l i t y ,  and poten t ia l  t empera-  
t u r e  c a p a b i l i t y  of 125OC. L i t t l e  a p p l i c a t i o n  d a t a  was a v a i l a b l e  on how 
t o  d e s i g n  and r a t e  t h i s  t y p e  o f  c a p a c i t o r  f o r  r e l i a b l e ,  l o n g  term, 400- 
Her tz  aerospace  opera t ion .  
A s p e c i f i c a t i o n  wh ich  de ta i l ed  the  r equ i r emen t s  fo r  t yp ica l  ae ro -  
space   ac   f i xed   capac i to r s  was prepared.  Wound capac i tors   in   bo th   met -  
a l l i z e d  f i l m  and f i lm-fo i l  type  cons t ruc t ion  were  des igned  and suppl ied  
by two independen t  manufac tu re r s  i n  acco rdance  wi th  th i s  spec i f i ca t ion .  
These  capac i tors  were  then  subjec ted  to  a 5,000-hourY 400-Hz sinewave, 
a c  l i f e  t e s t  a t  t e s t  c o n d i t i o n s  d e s i g n e d  t o  f o r c e  f a i l u r e s  so t h a t  f a i l -  
u r e  modes  and causes  could be e s t a b l i s h e d .  The objec t ives   were   to   gener -  
a t e  l i f e  and f a i l u r e  i n f o r m a t i o n ,  s t u d y  f a i l u r e s ,  l e a r n  how t o  p r o p e r l y  
des ign  and r a t e  t h e s e  c a p a c i t o r s  f o r  a e r o s p a c e  a c  e l e c t r i c a l  s y s t e m s ,  and 
t o  recommend changes for capacitor improvement.  
I n  t h e  t e s t  program, no f a i l u r e s  o c c u r r e d  a t  65OC o r  85OC, regard-  
l e s s  of   vo l tage   appl ied .  Of a t o t a l  o f  128  capac i to r s  t e s t ed  a t  105OC, 
1 3   f a i l e d   d u r i n g   t h e   t e s t   p e r i o d .  0.f 1 2 8   c a p a c i t o r s   t e s t e d   a t  125OC, 42 
f a i l u r e s  o c c u r r e d  c o n s i s t i n g  of  31 capaci tors  which fai led during the 
t e s t  and 11 which  were  out -of - l imi t s  e lec t r ica l ly  or  were  open  a t  the  end 
of t h e  t e s t  program. 
Obse rv ing  the  f ac t  t ha t  t he re  was no c o r r e l a t i o n  o f  i n c r e a s i n g  f a i l -  
u r e s  w i t h  i n c r e a s e  i n  v o l t a g e  a t  t e m p e r a t u r e s  up t o  125OC, a 400-Hz s i n e -  
wave a c  v o l t a g e  s t r e s s  of 300 v o l t s  nns/mil (.0254 m) should  be a reason-  
ab le  des ign  ope ra t ing  l eve l .  A d e r a t i n g  of v o l t a g e  a t  125OC, based  on 
t h e s e  f i n d i n g s ,  would not  improve  conf idence  of  successfu l  opera t ion  a t  
125OC. 
Two capac i tor  des igns  exper ienced  no f a i l u r e s  a t  a l l   a t  any t e s t  
condi t ion to  which they were subjected.  Of the  des igns  which d i d  exper-  
i ence  f a i lu re s ,  t he  f a i lu re  causes  were  t r aced  to  workmansh ip ,  ma te r i a l  
de fec t s ,   co rona ,  and contamination.  Recommendations  have  been made f o r  
design improvements and process changes which w i l l  r educe  the  p robab i l i t y  
of these  causes  and a l low improved  performance a t  t h e  h i g h e r  t e m p e r a t u r e  
l e v e l s  f o r  a l l  types   o f   po lycarbonate   ac   capac i tors .  The c a p a b i l i t y  of 
po lyca rbona te  ac  capac i to r s  t o  ope ra t e  a t  t empera tu res  up  to  125OC has 
been demonstrated by two des igns  which  exper ienced  no  fa i lures .  
INTRODUCTION 
Capacitors using polycarbonate fi lm as t h e  d i e l e c t r i c  m a t e r i a l  
have advantages for use in aerospace ac power conditioning systems. 
They have a low d i s s ipa t ion  f ac to r  a long  wi th  good s t a b i l i t y  and a 
poten t ia l  t empera ture  capabi l i ty  of  125OC. 
Considerable  appl icat ion data  i s  a v a i l a b l e  on the use of these 
c a p a c i t o r s  i n  d c  c i r c u i t s .  However , t he re  i s  l i t t l e  such information 
f o r  r a t i n g  them for long term 400-Hertz application which is  the most 
commonly used  aerospace power frequency.  Proper  application  of  capac- 
i t o r s  i n  power conditioning systems is  e s s e n t i a l  t o  minimum system 
weight and r e l i a b l e  e l e c t r i c a l  s e r v i c e .  
The purposes of this program were t o  l e a r n  how to  proper ly  de-  
s ign  and r a t e  wound polycarbonate fi lm capacitors for aerospace ac 
e lec t r ica l  sys tem uses  and t o  recommend  ways of  improving th i s  type  
of c a p a c i t o r  t o  make it be t te r  su i ted  for  such  uses .  Both the  met- 
a l l i z e d  f i l m  and the f i lm-and-foi l  types of construct ion were s tudied.  
The approach used to  explore  and evaluate polycarbonate capacitor 
performance i n  a c  power c i r c u i t s  was t o  t e s t  a quan t i ty  of samples a t  
400-Hertz voltages over a range of voltage and temperature conditions 
f o r  an  extended  period  of  time. The t e s t  capac i to r s  were  designed and 
b u i l t  by two independent manufacturers to meet aerospace requirements 
fo r   pe r fo rmance ,   r e l i ab i l i t y ,  and long   l i f e .  The bes t   ava i l ab le   s t a t e -  
of- the-ar t  design techniques were used without resorting to heavy over- 
design. A l l  were  metal  encased and hermet ica l ly   sea led .   In   o rder   to  
obtain a d i v e r s i t y  of types,  the samples of metall ized and f i l m - f o i l  
type construction were evenly distributed between voltage ratings of 
200 v o l t s  peak a t  1 microfarad and 400 v o l t s  peak a t  0.25 microfarad, 
and between two manufacturers.  Thus, a t o t a l  of e ight  designs were 
acqui red  for  use  in  a ma t r ix  type  l i f e  t e s t  of 5,000 hours duration. 
The two voltage ratings provided samples with and without the proba- 
b i l i t y  of corona. The combinations of vo l tage  ra t ings  and capacitance 
values were se l ec t ed  so  t h a t  a l l  samples would have the same nominal 
vol t -ampere  ra t ing,  and the re fo re  be  of s imilar   physical   s ize .   This  
minimized the influence of size on t h e  t e s t  r e s u l t s  s o  t h a t  more  mean- 
ingful conclusions might be  drawn. 
A t o t a l  of 512 capacitors were endurance tested for 5,000 hours 
a t  four  case temperatures  ranging from 65OC t o  125OC with four sine- 
wave, 400-Hertz, voltages ranging from 70 t o  130 percent of each of 
the peak rated  values .  A previous  program  (Reference  1)  determined 
the voltage and temperature levels that  polycarbonate capacitors may 
be expected to  wi ths tand .  The r e s u l t s  of t h i s  e a r l i e r  program  were 
used in  e s t ab l i sh ing  the  t e s t  vo l t age  and temperature  levels  used in  
th i s  5 ,000-hour  tes t  in  order  to  exper ience  forced  fa i lure  pa t te rns  
designed to  provide  the  most  meaningful  experimental  results. The 
r e s u l t s  t h a t  were  achieved  have  been  analyzed and are  d iscussed  in  
t h i s  r e p o r t .  Where fai lures   occurred,   the   causes  were  determined 
and design or process modifications to minimize or eliminate the 
f a i l u r e s  a r e  recommended 
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By  studying  performance of polycarbonate  over  a  5,000-hour  test 
period,  designs  have  been  evaluated,  improvements  recommended, and a 
better  understanding  of  how  to  rate  polycarbonate  capacitors  for 400-
Hertz  aerospace  applications  has  resulted. 
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EXPLANATION OF TERMS 
T o  a i d  u n d e r s t a n d i n g  o f  t h e  r e s u l t s  of t h i s  program as p resen ted  in  
t h i s  r e p o r t ,  t e r m s  which are commonly used i n  t h e  c a p a c i t o r  i n d u s t r y  a r e  
explained below. 
C lea r ing .  Th i s  is the  t e rm app l i ed  to  the  p rocess  whereby s h o r t s  w i t h i n  
a c a p a c i t o r  a r e  burned c l e a r  w i t h o u t  f u r t h e r  damage t o  t h e  c a p a c i t o r .  
Th i s  occur s  qu i t e  commonly i n  m e t a l l i z e d  t y p e s  when t h e  c u r r e n t  a t  a p in-  
h o l e  s h o r t  is  s u f f i c i e n t  t o  v a p o r i z e  t h e  m e t a l l i z e d  f i l m  a r o u n d  t h e  p i n  
ho le  wi thou t  fu r the r  damage. 
Core. A core  is used i n  some des igns .   This  is  a r i g i d   i n s u l a t i n g   m a t e r i a l  
which i s  l e f t  i n  t h e  c e n t e r  of the winding after removal from the winding 
machines. I t  is u s e d  t o  p r e v e n t  c o l l a p s e  o f  w i n d i n g  m a t e r i a l  i n t o  t h e  
hole which would otherwise occur when the completed winding was removed 
from the winding machine. 
Corona.  This is a t y p e  o f  d i s c h a r g e  i n  t h e  d i e l e c t r i c  of  an i n s u l a t i o n  
system caused by a n  e l e c t r i c  f i e l d  and c h a r a c t e r i z e d  by the  r ap id  deve l -  
opment of an ionized channel  which-  does not  completely br idge the elec-  
t r o d e s .  Corona  occurs when a vol tage  gradien t  a round a conductor  exceeds 
a c r i t i c a l  v a l u e  f o r  t h e  i n s u l a t i n g  medium surrounding the conductor  and 
i o n i z a t i o n   r e s u l t s  , 
Corona  Onset  Voltage. The v o l t a g e  l e v e l  a t  which  corona is  f i r s t  d e t e c t e d  
when r a i s i n g  t h e  v o l t a g e  from a lower level. 
Corona  Offset   Voltage.  The l e v e l  of v o l t a g e  a t  which  corona w i l l  cease  
when l o w e r i n g  t h e  v o l t a g e  a f t e r  c o r o n a  h a s  s t a r t e d .  
D i e l e c t r i c  S t r e n g t h .  I n  t h i s  r e p o r t ,  it d e s c r i b e s  t h e  a b i l i t y  of   the 
c a p a c i t o r s  t o  w i t h s t a n d  d c  p o t e n t i a l s  a p p l i e d  from terminal to  te rmina l  
and t e r m i n a l  t o  c a s e  and a c  p o t e n t i a l s  a p p l i e d  t e r m i n a l  t o  t e r m i n a l .  
D i s s i p a t i o n  F a c t o r  (DF). This  i s  t h e  r a t i o  of e f f e c t i v e  r e s i s t a n c e  i n  
ohms t o  t h e  c a p a c i t i v e  r e a c t a n c e  i n  ohms. This  term is  a s soc ia t ed   on ly  
wi th  a s i n e  wave of a l t e r n a t i n g  v o l t a g e  a p p l i e d  a t  some frequency and 
is  a m e a s u r e  o f  t h e  d i e l e c t r i c  q u a l i t y  and  of the imperfect ions of  a 
capac i to r ,   such  as t h e  r e s i s t a n c e  of i n t e r n a l   c o n n e c t i o n s .  It c a n   a l s o  
be r ep resen ted  by a r a t i o  of r e a l  power l o s t  p e r  c y c l e  t o  r e a c t i v e  power 
s tored  per  cyc le .  Measurements  a re  of ten  expressed  in  % which is  DF x 
100 0 
Impregnat ion,   This  i s  the   p rocess  by w h i c h  t h e  a i r  i n  t h e  c a p a c i t o r  
winding i s  removed  and rep laced  by an  in su la t ing  ma te r i a l  such  as o i l .  
The e l i m i n a t i o n  of a i r  and i ts  rep lacement  wi th  an  impregnat ing  o i l  
r e d u c e s  t h e  p o s s i b i l i t y  of corona and a i d s  h e a t  t r a n s f e r .  
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I n s u l a t i o n   R e s i s t a n c e  (IR) This  is t h e   d c   e q u i v a l e n t   r e s i s t a n c e  between 
the  two t e rmina l s  of  a c a p a c i t o r .  I\-T ind ica t e s   t e rmina l - to - t e rmina l  
i n s u l a t i o n  r e s i s t a n c e  and IRT-c r e p r e s e n t s  t e r m i n a l - t o - c a s e  i n s u l a t i o n  
r e s i s t a n c e .  T h i s  i s  measured  with a dc  vo l t age  and is  one  of t h e  impor- 
t a n t  q u a l i t y  measurements of a capacitor. A very high I R  is d e s i r a b l e  
and a l l  measurements i n  t h i s  r e p o r t  a r e  i n  u n i t s  of megohms. 
Lead  Head. A lead  head is formed i n  t h e  w i r e  l e a d  a t  t h e  end  where  con- 
n e c t i o n  is made t o  t h e  wound capac i tor  e lement .  It is a s i n g l e  s p i r a l  
l oop ,  t he  p l ane  o f  which is p e r p e n d i c u l a r  t o  t h e  l e a d  a x i s .  
Margin. A margin can be  desc r ibed  a s  phys i ca l  spac ing  ex i s t ing  a t  t h e  
edge of the surface of t h e  d i e l e c t r i c  which separates  one conduct ing 
p l a t e  from another  conduct ing  p la te .  On m e t a l l i z e d  d i e l e c t r i c  t y p e  c o n -  
s t r u c t i o n ,  t h e  m a r g i n  is formed during manufacture  of  the r a w  m a t e r i a l  
by masking off a cer ta in  wid th  a long  the  edge  of  the  d ie lec t r ic  mater ia l  
t o  p reven t  depos i t i on  of  metal on t h a t  p o r t i o n  of t he  su r face .  Shor t s  
on a capacitor between two conduct ing plates  can occur  across  the sur-  
f ace  of t h e  d i e l e c t r i c  i f  t h e  m a r g i n  i s  not  adequate  for  the  vol tage  i m -  
p ressed .  On t h e  f i l m - f o i l  type  cons t ruc t ion ,   the   margin  i s  a g a i n  t h a t  
edge area on t h e  s u r f a c e  o f  t h e  d i e l e c t r i c  s e p a r a t i n g  one conduct ing 
p l a t e  f rom another  conduct ing plate ,  but  is  formed by a n  o f f s e t  o f  f o i l  
from t h e  d i e l e c t r i c  and a l s o  by cho ice  o f  fo i l  and d i e l e c t r i c  w i d t h s .  
Padding .   Padding   as   ment ioned   wi th in   th i s   repor t   cons is t s   o f   addi t iona l  
p l a i n  d i e l e c t r i c  which is  wound around the winding core to  p r o t e c t  t h e  
winding from possible rough edges on the  co re .  
Schooping.   Schooping  refers   to  a meta l   spray   process .  The metal   spray 
on a x i a l  end  of w i n d i n g  f o r  a l l  d e s i g n s  u s i n g  m e t a l l i z e d  d i e l e c t r i c  p r o -  
v ides  the  means f o r  making t h e  e l e c t r i c a l  c o n n e c t i o n  t o  t h e  v e r y  t h i n  
m e t a l l i z e d  p l a t e s .  
S t a b i l i t y .  S t a b i l i t y  r e f e r s  t o  t h e  amount  of d r i f t  o r  change i n  c a p a c i -  
t ance  a s  a func t ion  of  time, A minimum amount  of capaci tance change is 
d e s i r a b l e .  The symbol % A C  is  sometimes  used t o  d e s i g n a t e  t h e  p e r c e n t  
change in  capac i t ance .  
Swedging.  Swedging i s  a method  of app ly ing  so lde r  t o  the  edges  of t h e  
f o i l  c o n d u c t i n g  p l a t e s  a f t e r  t h e  c a p a c i t o r  e l e m e n t  i s  wound. It gener- 
a l l y  c o n s i s t s  of  applying solder  with a h o t  i r o n  i n  p r e s s i n g  and wiping 
s t r o k e s  e 
Terminat ion.  The t e r m i n a t i o n  i n  a wound c a p a c i t o r  c o n s i s t s  of t h e  l e a d ,  
lead head, and t h e  means  of connec t ion  of  the  lead  to  the  capac i tor  p la te .  
A wound capac i to r  has  two t e rmina t ions ,  one for  each  conduct ing  p la te .  
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DESCRIPTION OF CAPACITORS  TESTED 
A procurement  spec i f ica t ion  was w r i t t e n  ( r e f e r e n c e  Appendix A) 
t o  a s s u r e  t h a t  t h e  c a p a c i t o r s  t e s t e d  u n d e r  t h i s  p r o g r a m  r e p r e s e n t e d  
t h e  b e s t  a v a i l a b l e  d e s i g n  p r a c t i c e  a p p l i c a b l e  t o  a e r o s p a c e  u s e ,  Ca- 
p a c i t o r s  i n  s u f f i c i e n t  q u a n t i t y  f o r  t h i s  program were obtained to 
t h i s  s p e c i f i c a t i o n  from  two  independent  manufacturers. A t o t a l  of 
e ight  designs were used,  four  f rom each manufacturer .  
The g e n e r a l  r a t i n g s  and desc r ip t ions  o f  t he  capac i to r s  ob ta ined  
are g i v e n  i n  T a b l e s  I and 11. 
TABLE I 
CAPACITOR  DESIGNS ACQUIRED FOR  TEST 
400 Hz ac  Peakb  Cap.  Tolerance 
Des ignsa  Voltage  Rat ing ( uF) (Percent )   Cons t ruc t   ion  
(Vo l t s )  
A - 1  & B - 1  200 
A - 2  & B-2 200 
A-3 & B-3 400 
1.0 +5 - Meta l l i zed  
Polycarbonate 
1 .o - +5  Polycarbonate   Fi lm 
wi th  Aluminum F o i l  
0.25 - +5 Meta l l i zed  
Polycarbonate 
A-4 & E-4 400  0.25 - +5 Polycarbonate  Film 
wi th  Aluminum F o i l  
a Letters des igna te  manufac turers  A and €3, each of  which furnished their  
own design.  
Zero-to-peak vol tage 
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TABLE I1 
PHYSICAL  PROPERTIES  OF  CAPACITORS  TESTED 
Outside Body Winding Liquid 
Dimens ions D imens ions 
Design  Diameter  Length Diameter Length  Impregnant(a) F i l l ( b )  
A- 1 .775" x 2.156"  .560" x 1.812" Si l icone O i l  S i l icone 
(1.969 cm) (5.476 cm) (1.422 cm) (4.602 cm)  Compound 
(c) 
B - 1  1.0" x 2.406" .670" x 1.812" Polybutene  Polybutene 
(2.540 cm) (6.111 cm) (1.702 cm) (4.602 cm) 
A-2(d) 1.125" x 3.00"  .966" x 2.625" None Si1  icone 
(2.857 cm) (7.620 cm) (2.453 cm) (6.667 cm)  Compound 
B-2 1.0" x 2.687"  .855" x 2.250" Polybutene  Polybutene 
(2.540 cm) (6.825 cm) (2,172 cm) (5.715 cm) 
A-3(d)  ,775" x 2.156"  .550" x 1.812" Sil icone O i l  Sil icone O i l  
(1,969 cm) (5.476 cm) (1.397 cm) (4.602 cm) 
B- 3 1 0 0" x 1.875" .706" x 1.375" Polybutene  Polybutene 
(2.540 cm) (4.762 cm) (1.793 cm) (3.492 cm) 
A-4 1 0 0" x 2.250"  .77 " x 2.00" Si l icone O i l  S i l icone O i l  
(2.540 cm) (5.715 cm) (1.969 cm) (5.080 cm) 
B-4 1.0" x 2.156" .8001~ x 1.625" Polybutene  Polybutene 
(2.540 cm) (5.476 cm) (2.032 cm) (4.128 cm) 
(a)  Impregnant i s  the  ma te r i a l  u sed  fo r  f i l l i ng  a l l  a i r  vo ids  in  
the winding i t s e l f .  
(b)  Liquid F i l l  r e f e r s  t o  t h e  i n s u l a t i o n  o i l  o r  o t h e r  m a t e r i a l  
which f i l l s  t he  space  between the  winding and the outer  
metal  encasement. 
(c) The s i l i cone  compound is  a black  rubbery compound used a s  
a f i l l  i n  2 designs furnished by Manufacturer A. Exact 
composition of silicone compound considered proprietary 
by Manufacturer A. 
(d)  Designs A-2 and  A-3 exceed the maximum dimensi'ons given in 
the procurement specif icat ion,  but  were accepted for this 
program. 
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All c a p a c i t o r s  were o f  ex tended  fo i l  cons t ruc t ion  and  were h e r -  
m e t i c a l l y  s e a l e d  i n  t i n - p l a t e d  b r a s s  cases. T r a c e a b i l i t y  r e c o r d s  f o r  
a l l  p a r t s  were a requirement.  The des ign  l i f e  g o a l  was  50,000 hours a t  
r a t ed  peak  400-he r t z  vo l t age  r a t ing  a t  125' C w i t h  95% survival .  Designs 
were t o  minimize  poss ib i l i ty  of  corona  a t  test condi t ions  be ing  cons ide  ed .  
Leakage rates f o r  h e r m e t i c  seals were s p e c i f i e d  t o  b e  less than  1 x 10- 8 
a t m  cc/sec when t e s t e d   t o  Method 112A of MIL-STD-202, Test Condit ion C y  
Procedure I I I a .  Requi rements   for   shock ,   v ibra t ion ,   acce le ra t ion ,  
g r a v i t y ,  and r a d i a t i o n  were p a r t  o f  t he  p rocuremen t  spec i f i ca t ion  to  
descr ibe  poten t ia l  space  envi ronment ,  bu t  these  envi ronmenta l  tests 
were no t  ac tua l ly  pe r fo rmed  on the  t es t  p a r t s .  
Add i t iona l  desc r ip t ion  o f  t he  des igns  t e s t ed  fo l lows :  
I n  d i s c u s s i n g  f i l m - f o i l  o r  m e t a l l i z e d  d i e l e c t r i c  c o n s t r u c t i o n ,  
t h e  d i e l e c t r i c  t h i c k n e s s  r e f e r s  t o  t h e  t h i c k n e s s  of d i e l e c t r i c  between 
any 2 conduc t ing  p l a t e s .  It should  be  unders tood  tha t  wi th  cy l indr i -  
c a l l y  wound t y p e  c a p a c i t o r  c o n s t r u c t i o n ,  i f  t h e  d i e l e c t r i c  i s  descr ibed 
as having one s h e e t  of t h i c k n e s s  d i e l e c t r i c  a n d  one shee t  of  another  
t h i c k n e s s  d i e l e c t r i c  o r  2 s h e e t s  o f  d i e l e c t r i c  of a c e r t a i n  t h i c k n e s s ,  
the  comple te  capac i tor  winding  conta ins  twice  the  number of s h e e t s  
desc r ibed  as d i e l e c t r i c .  The s p e c i f i e d  d i e l e c t r i c  t h i c k n e s s  exists .- 
on b o t h  s i d e s  of each conducting plate.  
Design A - 1  u t i l i z e d  1 shee t  of  .00024" (.0061 m) t h i c k  aluminum 
metal l ized polycarbonate  and 1 s h e e t  of .00024" (.0061 m) clear poly- 
ca rbona te  as d i e l e c t r i c  w i t h  a t o t a l  of 2 clear shee ts  and  2 me ta l l i zed  
shee t s  i n  the  wind ing .  The ax ia l  ends  of  the  windings  were sprayed 
wi th  metal f o r  making e lec t r ica l  c o n t a c t  t o  t h e  m e t a l l i z e d  p l a t e s ,  
and 18 gage ( . l o 2  cm) l e a d s  s o l d e r e d  t o  t h e  metal sp ray ,  were used 
for   terminat ion.   Margins   on  design A-1  were 1 /16  inch  (.159  cm).  This 
des ign  d id  no t  u se  a co re .  
Design B - 1  u t i l i z e d  1 s h e e t  .00040" (.0102 mm) thick and 1 s h e e t  
.00020" (.0051 mm) t h i c k  aluminum meta l l ized  polycarbonate  as d i e l e c t r i c .  
A t o t a l  o f  2 shee t s  o f  .00040" (.0102 mm) metal l ized polycarbonate  and 
2 s h e e t s  of .00020" (.0051 mm) meta l l ized  polycarbonate  were used i n  t h e  
winding. The winding w a s  wound on a hollow  core.  Winding  ends were 
sprayed with metal f o r  c o n t a c t  t o  m e t a l l i z e d  p l a t e s ,  and 18 gage ( . lo2  cm) 
l eads  wi th  metal s c r e e n  c o n t a c t  w a s h e r s ,  s o l d e r e d  t o  t h e  metal spray,  
were used   for   t e rmina t ions .   Margins  were 1/8 inch  (.317 cm).  The de- 
s ign  used  a back-to-back assembly technique in which each conducting 
p l a t e  is made up  of t h e  m e t a l l i z e d  s u r f a c e  of 2 s h e e t s  of d i e l e c t r i c .  
Use of the back-to-back assembly technique allows the 2 s h e e t  d i e l e c t r i c  
t h i c k n e s s  d e s i r a b l e  and increases  by  a f a c t o r  of 2 t h e  e f f e c t i v e  t h i c k -  
ness  of  the conduct ing plate  which is i m p o r t a n t  f o r  c a r r i n g  c u r r e n t s  
a s soc ia t ed  wi th  ac  ope ra t ion .  Th i s  des ign  has  a pa ten t   pending .  
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4: --  
Design A-2 used 
bonate  as d i e l e c t r i c  
2 layers  of  .00040"  (.0102 m) t h i c k  p l a i n  p o l y c a r -  
w i th  a t o t a l  o f  4 shee t s  i n  the  wind ing .  g o  alum- 
inum f o i l s  e a c h  .00025" (.0063 nun) thick were used as t h e  c a p a c i t o r  
p la tes .  Leads  of 18  gage  (.lo2 cm) wi re  were  so lde red  d i r ec t ly  to  the  
fo i l s   for   t e rmina t ions .   Margins   were   1 /8   inch   ( .317  cm). Th i s  was a 
c o r e l e s s  d e s i g n .  
Design B-2 made u s e  of 1 layer  of  .00024" ( .0061 mm) t h i c k  and 1 
l a y e r  of  .00032" ( .0081 nun) th i ck  p l a in  po lyca rbona tq  and  aluminum f o i l  
which was .0002511  (.0063 nun) t h i c k .  A t o t a l  of  2  polycarbonate  sheets 
each .00024"  (.0061 nun) t h i c k ,  2 sheets  of  polycarbonate  each .00032" 
( .0081 mm) t h i c k ,  and  2 aluminum f o i l s  e a c h  .00025" (.0063 nun) t h i c k  
made up the winding. The winding was  wound on  a r ig id  ho l low co re .  
The terminat ions consis ted of  leads of  18 gage ( . lo2 cm) s o l d e r e d  t o  
a screen-type metal  contact  washer  which was s o l d e r e d  t o  t h e  f o i l  e d g e s .  
Margins were 1/8 inch ( .317 cm) . 
Design A-3 had 1 laye r  o f  .00040"  (.0102 mm) t h i c k  aluminum meta l -  
l i zed  polycarbonate  p lus  1 layer  of  .00050" (.0127 nun) t h i c k  p l a i n  p o l y -  
c a r b o n a t e  a s  d i e l e c t r i c .  T o t a l  l a y e r s  o f  m a t e r i a l  making  up the winding 
were 4 ,  c o n s i s t i n g  of 2 of each  of  the  above  sheets.   Terminations t o  t h e  
metal  sprayed axial  ends of  the winding were made with 18 gage ( . l o2  cm) 
l e a d s   s o l d e r e d   a s   i n   d e s i g n  A - 1 .  Margins  were  1/8  inch.  This  design d i d  
not  use a winding core.  
Design B - 3  included a t o t a l  of 4 l a y e r s  of .00050" (.0127 nun) t h i c k  
aluminum meta l l ized  polycarbonate  in  back- to-back  des ign  so t h a t  between 
m e t a l l i z e d  p l a t e s  d i e l e c t r i c  t h i c k n e s s  was .001" (.0254 mm). The winding 
w a s  wound on a r ig id  ho l low co re  and 18 gage ( . lo2 cm) leads  wi th  meta l  
sc reen- type  contac t  washers  were  used  for  te rmina t ions  to  the  meta l  sprayed  
a x i a l  end of the  winding,   soldered as i n  d e s i g n  B-1 .  Margins  were  1/8  inch 
(.317  cm). 
Design A - 4 .  The d i e l e c t r i c  c o n s i s t e d  of  3 l aye r s  each  .00040" (.0102 nun) 
th i ckness  p l a in  po lyca rbona te .  To ta l  d i e l ec t r i c  shee t s  i n  the  wind ing  were  
s ix .  The p l a t e s  were  .00025"  (.0063 mm) aluminum foil .   Margins  were  3/16 
inch  ( .476 cm). Terminations  consisted  of  18  gage ( . lo2  cm) l eads   so lde red  
d i r e c t l y  t o  t h e  f o i l  e d g e s .  T h i s  d e s i g n  had  no winding  core .  
Design B-4. Th i s  w ind ing  u t i l i zed  2 layers  of  p la in  polycarbonate  
each .00050" (.0127 m) th ick .   P l a t e s   were  aluminum f o i l ,  .00025" (.0063 mm) 
t h i c k .  A t o t a l  of  4 s h e e t s  o f  d i e l e c t r i c  and 2 aluminum f o i l s  made up the 
winding. The winding was wound on  a r ig id  ho l low co re  and terminat ions con-  
s is ted of  18 gage ( . lo2 cm) leads  wi th  screen- type  meta l  contac t  washers  
so ldered  as i n  d e s i g n  B-2. Margins  were  1/8  inch  (.317 cm). 
F igure  1 i s  a p h o t o g r a p h  t h a t  i l l u s t r a t e s  t h e  p h y s i c a l  s i z e s  and  con- 
f i g u r a t i o n s  of a l l  d e s i g n s  t e s t e d .  
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0.2 5 A'= 
ME% POLYCARBONATE 
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FIGURE 1. Representative Samples of a l l  Test Capacitor Designs 
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TEST  PROCEDURE 
A l l  c a p a c i t o r s  were i n s p e c t e d  t o  a s s u r e  t h e i r  m e e t i n g  t h e  electrical 
and phys ica l   requi rements  of the   p rocurement   spec i f ica t ion .  Body l e n g t h  
and diameter, lead length and diameter, marking, workmanship, seal leakage,  
c a p a c i t a n c e ,  d i s s i p a t i o n  f a c t o r ,  i n s u l a t i o n  r e s i s t a n c e  f r o m  t e r m i n a l - t o -  
terminal and terminal-to-case,  and ac d i e l e c t r i c  s t r e n g t h  f r o m  t e r m i n a l -  
to- terminal  were measured as a p a r t  of r e c e i v i n g  i n s p e c t i o n .  
Of each  des ign ,  6 4  p i e c e s  were schedu led  and  se r i a l i zed  to  go i n t o  
the  5,000-hour ac l i f e  test .  One c a p a c i t o r  of each  design w a s  dismantled 
for i n t e r n a l  i n s p e c t i o n .  
Equipment used f o r  r e c e i v i n g  i n s p e c t i o n  is outlined below. 
Capacitance (C) 
and 
D i s s i p a t i o n  
F a c t o r  (DF) 
I n s u l a t i o n  
Resis tance  ( IR)  
Seal Leakage 
Dielectric 
S t r e n g t h  (DC) 
Dielectric 
S t r eng th  (AC) 
Micro Instrument Digital  Readout Bridge Model  5320D, 
f o r  400 Hz - u t i l i z e s  4 terminal Kelvin type measure- 
ment. 
Beckman Model L-8 Megohmmeter. Vo l t age  va r i ab le  
f rom 10 to  1000 vo l t s  dc  mod i f i ed  by TRWC t o  i n -  
c lude  t iming  devices ,  signal i n d i c a t o r s ,  and s h i e l d i n g .  
Veeco Mass Spectrometer Model MS-9AB, Standard Veeco 
l e a k  c a l i b r a t o r ,  and p r e s s u r i z i n g  chamber f o r  h e l i u m  
gas .  
TRW Var i ab le  Power Supply Model 1100H2, Includes 
t iming  dev ices  and  shor t  i nd ica to r s .  
TRW AC equipment P-88 c o n s i s t i n g  of variacs and 
t r a n s f o r m e r s  t o  e l e v a t e  60-Hz, AC l i n e  power t o  
d e s i r e d  v o l t a g e  levels. A Fluke  Voltmeter Model 
931P w a s  used  to  moni tor  vo l tage  level. 
Upon completion of r e c e i v i n g  i n s p e c t i o n ,  c a p a c i t o r s  were p l a c e d  i n t o  
test t r a y s  i n  4 different  ovens (each oven operated a t  a d i f f e r e n t  tempera- 
t u r e )  f o r  c o n d u c t i n g  t h e  l i f e  test .  Metal body  clamps r i v e t e d  t o  metal 
h e a t  s i n k  b a r s  h e l d  e a c h  c a p a c i t o r  metal case. This type mounting main- 
t a i n e d  t h e  case t e m p e r a t u r e s  o f . a l l  c a p a c i t o r s  e s s e n t i a l l y  a t  t h e  oven 
ambient   temperature .   See  Figure 2 which i l l u s t r a t e s  a t y p i c a l  t es t  t r a y .  
Each oven consisted of 8 test t r a y s  of 16  test p o s i t i o n s  p e r  t r a y .  
Capaci tor  case t e m p e r a t u r e s  s e l e c t e d  f o r  t h e  l i f e  test were 65OC, 
850C, 105OC, and 125OC. Test vo l t age  peak  va lues  were set a t  70%,  90%, 
110%, and  130% of t h e  c a p a c i t o r  ac peak  vo l t age  r a t ings .  These  test  con- 
d i t i o n s  w e r e  s e l ec t ed  based  on f i n d i n g s  r e p o r t e d  i n  an earlier test  pro- 
gram (Reference 1). 
Four sample capaci tors  of each of the e i g h t  d e s i g n s  were sub jec t ed  
to  each  combina t ion  of t empera tu re  and  pe rcen t  r a t ed  vo l t age  fo r  5 ,000  
h o u r s .  T h u s ,  i n  t h i s  test t h e r e  were a t o t a l  of 512 c a p a c i t o r s  on test .  
Each group of four capacitors of t h e  same design on test a t  a p a r t i c u l a r  
tempera ture-vol tage  condi t ion  is considered a test c e l l .  
F o r  c a p a c i t o r s  r a t e d  a t  200 v o l t s  ac peak ,  the  ac  peak  test v o l t a g e s  
were 140, 180,  220,  and  260.  For  capacitors  rated a t  400 v o l t s  a c  p e a k ,  
t he  ac peak tes t  v o l t a g e s  were 280, 360, 440, and  520. 
A requirement  of t h e  tes t  procedure was t h a t  c a p a c i t o r  c a s e  temp- 
e ra tu re s  be  ma in ta ined  wi th in  t3'C of s p e c i f i e d  t es t  temperature .  An- 
other  requirement  of the l i f e  test w a s  that  v o l t a g e  l e v e l s  b e  m a i n t a i n e d  
w i t h i n  t 2 %  of s p e c i f e d  l e v e l s  and t h a t  t o t a l  h a r m o n i c s  were n o t  t o  ex- 
ceed 3 pe rcen t .  
Corona o n s e t  a n d  o f f s e t  v o l t a g e  l e v e l s  were measured on 10 s p a r e  
c a p a c i t o r s  of each  des ign  to  de te rmine  whether  corona  might  occur  a t  
v o l t a g e  l e v e l s  b e l o w  some of t h e  l i f e  test v o l t a g e  levels to be used.  
The 200-volt ,  4 0 0 - H ~ ~  ac p e a k  r a t e d  c a p a c i t o r s  s c h e d u l e d  f o r  l i f e  test  
up t o  260 v o l t s  ac peak  (184  vol t s  rms) were t e s t e d  f o r  c o r o n a  up t o  300 
v o l t s  r m s  a t  60 Hz. Those par ts  r a t e d  400 v o l t s  ac peak a t  400 Hz and 
l i f e  t e s t e d  a t  u p  t o  520 v o l t s  a c  p e a k  (367 v o l t s  rms) were checked f o r  
corona a t  vo l t ages  up  to  500 v o l t s  rms a t  60 Hz. Previous tes t  exper- 
i ence  a t  TRWC has  demons t r a t ed  neg l ig ib l e  change  in  co rona  s t a r t i ng  
v o l t a g e s  a t  f requencies  f rom 60 Hz to  considerably above 400 Hz. 
I n i t i a l  e l e c t r i c a l  measurements on l i f e  test c a p a c i t o r s  of capaci-  
t a n c e ,  d i s s i p a t i o n  f a c t o r ,  i n s u l a t i o n  r e s i s t a n c e  b e t w e e n  t e r m i n a l s  and 
between terminals and case were recorded a t  tes t  temperature and then 
measurements were repea ted  a t  1,000,  2 ,000,  3,000, 4,000, and  5,000- 
hour   po in t s  a t  test temperature .  The power t o  t h e  c a p a c i t o r s  w a s  re- 
moved during these measurements .  Any pa r t s  wh ich  were noted  to  have  
f a i l e d  due t o  a shor t  o r  open  cond i t ion  were n o t  removed u n t i l  t h e  
fo l lowing  power  shutdown f o r  e lec t r ica l  measurements. A t  t h a t  time, 
i f  s p a r e  p a r t s  were a v a i l a b l e ,  t h e y  were p l a c e d  i n t o  test .  
A t  the  end of the 5,000-hour tes t ,  a l l  remain ing  capac i tors  were 
r e t u r n e d  t o  room ambient (25OC) and the electr ical  measurements  ment ioned 
above  p lus  the  he l ium leak  de tec t ion  test were performed on them. 
A f a i l u r e  a n a l y s i s  w a s  performed on those  capac i to r s  t ha t  deve loped  
shor t s ,  opens ,  i n t e rmi t t en t  connec t ions  du r ing  the  t es t  o r  t ha t  exceeded  
a d i s s i p a t i o n  f a c t o r  limit of 0 .50% or  a change i n  c a p a c i t a n c e  of more 
than +_&OX at  the  end  of t he  t es t .  Photographs were taken of many of t h e  
f a i l u r e $ ,  w h e r e  it was u s e f u l  i n  d e s c r i b i n g  t h e  c a u s e  of f a i l u r e .  
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FIGURE 2 .  Typical Printed Circuit Type Test Tray Illustrating Heat Sinks 
and  Body  Clamps for Aid in  Control of Capacitor Case Temperature. 
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Every  group  of  capacitors  at  a  particular  temperature  and  voltage  had 
its own continuous  strip-chart  current  recorder,  capable  of  displaying  total 
current  in  the  test  tray  plus  the  resolution  to  display  an  increment  of  cur- 
rent  equivalent  to  that  drawn  by  an  individual  test  capacitor. A total  of 
32  current  recorders  were  used. 
Scanning  type, 8-channel, strip-chart  voltage  recorders  were  used  to 
monitor  the 8 voltage  levels  entering  each  life  test  oven.  Total  time  for 
one  cycle  of  the  scanner  was  12  seconds. A total  of 4 voltage  recorders 
was  used.  Each  recorder  included  a  signal  conditioning  network  for  convert- 
ing  the 400-Hz  sinewave  voltages  to  dc  voltages  for  the  measuring  element. 
Two 24-channel  temperature  recorders  were  used  to  monitor  the  case 
temperature  of 1 capacitor  in  each  of  the 8 test  trays  in  each  of  the 4 
ovens.  The  thermocouples  were  cemented  to  the  capacitor  cases.  Several 
thermocouples  were  used  in  each  oven  to  record  ambient  temperature.  Some 
dummy  thermocouples  provided  adequate  time  for  the  balancing  mechanism  to 
move  from  measuring  temperature  in  one  oven  to  a  different  position  on  the 
chart  for  temperature  of  another  oven.  Each  24-channel  temperature  recorder 
served 2 ovens. 
Shorts,  intermittent  connections,  or  opens  during  test  were  detected 
by  the  co:ltinuous strip-chart  current  recorders. In addition,  shorts  were 
detected  by  an  arrangement  of  fuses,  resistors,  and  neon  bulbs.  Each  test 
capacitor  had  a h s e  external  to  the  heated  chamber  and  in  series  with  the 
test capacitm. The  fuse  was  paralleled  by  a  resistor  in  series  with  a 
neon  bulb. The bulb  iginited  when the fuse  opened  to  give  visual  indication 
that a  short had  occurred. 
A portable  power  plant  was  rigged  to  insure  maintenance  of  oven  temp- 
erature  and  chart  drives  on  voltage  and  temperature  recorders  in  case  of 
power  failure.  The  timed  strip  charts  on  the  voltage  recorders  would  give 
evidence  of  duration  of  power  failure  and  operation  of  temperature  recorders 
would  give  proof  that  oven  temperature  was  maintained.  Purpose  for  this 
proce&lre was  to  assure  that,  should  commercial  power  fail,  temperature 
would  not  decrease. 
A manual  scanner  designed  as  an  integral  part  of  the  capacitance  bridge 
enabled 4-terminal  Kelvin type  measurements  of  capacitors  while  in  the  test 
ovens 
A description  of  additional  equipment  used  to  conduct  the  life  test  and 
perform  failure  analysis  is  given  below. 
Life  Test  Systems  (Ovens) Micro  Instrument  Model  1025  with  special 
load  trays  including  fuses  and  special 
test  trays. 
Current  Recorders Es line Angus  Model  601C. 
Voltage  Recorders Esterline  Angus  Model  E1124E  with  special 
transducers  for  signal  Conditioning  type 
TB-501 
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Temperature Recorders Honeywell Recorders, Model No's Y153X85- 
( C ) - I I - I I I - 5 1 - A 8  (P13)  and Y153XBO-(C)- 
II-IPI-31-F4. 
Aux i l i a ry  Power P lan t   Kohler  Model 5 RM62. 
Microphotography Bausch & Lomb Microscope with Polaroid 
Camera. 
Voltmeter (rms) John  Fluke Model  931P
Osci l loscope 
Motor Generators 
Motor Generators 
Tek t ron ix  Model 531, with Plug-in 
53/54K. 
Kato  Engineering, 3KW, #64025-1, - 2 ,  
- 3 ,  and  -4. 
Kat0  Engineering, 5KW, $164027-1, - 2 ,  
- 3 ,  and - 4 .  
Equipment  used for  the  corona  check  cons is ted  of  the  fo l lowing:  
P u l s e  C a l i b r a t o r  HiPotronics  Model CDPC68B-1. 
AC D i e l e c t r i c  T e s t  S e t  HiPotronics  Model 72.5-5. 
Corona Detec tor   HiPot ronics  Model CDO-3-68. 
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RESULTS AND DISCUSSION 
I n i t i a l  Measurements 
I n i t i a l  room temperature  e lectr ical  measurements  and hermetic  seal  
leakage rate comparisons.  for  the eight  designs tes ted under  this  program 
are  tabula ted  in  Table  I11 as an average of a l l  p a r t s  t h a t  were measured 
f o r  e a c h  d e s i g n .  I n i t i a l  d i s s i p a t i o n  f a c t o r  and terminal-to-terminal  in- 
s u l a t i o n  r e s i s t a n c e  were comparable for  des igns  A & B of each type and 
capaci tance  value.   Sl ight ly   lower  average  leakage  ra tes  were  observed on 
designs w i t h  p r e f i x  l e t t e r s  of B y  ind ica t ing  be t te r  hermet ic  seals. 
The i n i t i a l  c o r o n a  t e s t  was performed on 10 samples of each design. 
The r e s u l t s  shown in  Tab le  I V  i nd ica t e  tha t  des ign  B-2 w a s  on the border- 
l i n e  of exhibit ing corona. Designs A-3 and B-3 demonstrate a s u s c e p t i b i l i t y  
t o  corona a t  vo l t ages  below  those  used i n  t h e  t e s t .  However, only  one  ca- 
p a c i t o r  f a i l u r e ,  d e s i g n  A-3, was a t t r i bu ted  to  the  e f f ec t  o f  co rona ,  
Temperature & Voltage Effects  
There  were no f a i lu re s  du r ing  the  5000-hour l i f e  t e s t  a t  65OC or  85OC. 
However, 1 3  f a i l u r e s  ( a l l  c a t a s t r o p h i c  s h o r t s  o r  o p e n s )  were  recorded a t  
105OC and  42 f a i l u r e s  ( 3 1  c a t a s t r o p h i c  s h o r t s  d u r i n g  o p e r a t i o n a l  l i f e  and 
11 out-of-l imits or opens) were recorded a t  125OC. Tables V and V I  show the  
d i s t r i b u t i o n  of f a i l u r e s  w i t h i n  t e s t  c e l l s  a t  105OC and 125OC respec t ive ly .  
These  f indings  demonstrate  the  affect  of temperature.  Tables V I 1  and V I 1 1  
present the 1.0 u F and 0.25 u F f a i l u r e s  r e s p e c t i v e l y  i n  a way t h a t  i l l u s -  
trates the  e f fec t  o f  tempera ture  for  the  des igns  tes ted  a t  a given vol tage.  
A review of  these tables  shows l i t t l e  o r  no c o r r e l a t i o n  between the  number 
of f a i l u r e s  and the  leve l  of  tes t  vo l tages  used  i n  t h i s  program.  This  in- 
d ica tes  tha t  t empera ture  is  more of a l imit ing environmental  condi t ion for  
t he  capac i to r s .  Vo l t age  de ra t ing  to  as low as 70% of  ra ted condi t ion would 
not  give assurance of  fa i lure-free operat ion a t  125OC. 
Parameter Variations 
To describe the performance of these polycarbonate  capaci tors  with 
various t:emperature and vol tage operat ing condi t ions as  a funct ion of 
t ime ,  p lo t s  of capac i tance  change ,  d i ss ipa t ion  fac tor ,  and i n s u l a t i o n  
r e s i s t a n c e  a r e  shown for temperatures of 65OC,  85OC, and 105OC i n  f i g u r e s  
3 through 20. Any one f i g u r e  w i l l  spec i fy  a par t icu lar  capac i tance  va lue  
and temperature and the legend on t h a t  f i g u r e  r e l a t e s  a p lo t ted  curve  to  
a spec i f i c  des ign .  
The capacitance change in percent as a function of operating hours 
and r e f e r r e d  t o  as s t a b i l i t y  c h a r a c t e r i s t i c s  was plot ted for  each des , ign 
a t  t empera tu res  of 65OC,  85OC and 105°C." Values  are  algebraic  averages 
of a l l  good p a r t s  w i t h i n  a l l  4 vo l t age  ce l l s  a t  t ime  of measurement. 
Figures  3 through 8 i l l u s t r a t e  s t a b i l i t y  c h a r a c t e r i s t i c s  f o r  t h e  3 lower 
temperatures.  
-1. 
;\ Note: C h a r a c t e r i s t i c s  @ 125OC a r e  shown sepa ra t e ly  and are  presented 
d i f f e r e n t l y .  
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TABLE I11 
INITIAL  ROOM  TEMPERATURE  ELECTRICAL  PARAMETER 
AND  HERMETIC  SEAL  LEAKAGE  RATE  COMPARISONS 
DESCRIPTION 
1.0  u F, Metallized  Polycarbonate 
1.0  u F, Metallized  Polycarbonate 
1.0  u F, Polycarbonate  Film-foil 
1.0 u F, Polycarbonate  Film-foil 
P 
4 
0.25 uF, Metallized  Polycarbonate 
0.25 uF, Metallized  Polycarbonate 
0.25 uF,  Polycarbonate  Film-foil 
0.25 uF,  Polycarbonate  Film-foil 
DESIGN 
A-  1 
B-1 
A-  2 
B- 2 
A- 3 
B-3 
A-4 
B-4 
Notes: ( a )  
(b) 
( c> 
AVERAGE  AVERAGE 
AVERAGE  I T-T(b)  IR T-C(c) 
% DF (a)  (Megohms)  (Megohms) 
.10  285K 44 , 346K 
.12  205K 114 , 192K 
.14  136K 8 , 947K 
.09  195K 15 , 328K 
.15  609K  3,363K 
.12  1,012K 218,974K 
.09  974K 1 , 449K 
.10  931K 74,897K 
DF--Dissipation  Factor 
Insulation  Resistance,  Terminal-to-Terminal 
Insulation  Resistance,  Terminal-to-Case 
AVERAGE 
LEAKAGE  RATE 
(atm  cc/sec) 
.61 x 
.45 x 10-8 
.62 x 
.25 x 
.33 x 
.19 x 10-8 
.41 x 
.35 x 
TABLE  IV 
INITIAL  CORONA  TEST  RESULTS 
Description 
1.0 u F, Metallized  Polycarbonate 
1.0 u F, Metallized  Polycarbonate 
1.0  u F, Polycarbonate  Film-Foil 
1.0 u F, Polycarbonate  Film-Foil 
P 
a, 
0.25  u F, Metallized  Polycarbonate 
0.25  u F, Metallized  Polycarbonate 
0.25  u F, Polycarbonate  Film-Foil 
0.25  u F, Polycarbonate  Film-Foil 
Onset>?  Voltage  Level  Offset*J:  Voltage  Level 
Design  Max.  Min. Ave. Max. Min. Ave.
(""""""" rms volts----------------------------- ) 
A- 1  300235 263 290 220 247
B-1 "- "- "- "- -" -" 
A- 2  300 260 279 280 245 264
B-2 245  195 222  230  180  205 
A- 3 400 290  351 380 27 332
B-3  500  350  443 480 330  420 
A-4 "- "- "- -" "- "- 
B-4 "- -" "- "- "- "- 
Quantity 
Exhibiting 
Corona 
Notes:  Ten  samples  of  each  capacitor  design  were  tested. 
All 1.0 u F. capacitors  were  tested  for  corona  using  a  maximum  of  300V rms @ 60 Hz. Similar 
parts  to  these  were  placed  in  the  400-Hz  AC  life  test @ a maximum  of  184V  rms. 
All  0.25 u F. capacitors  were  tested  for  corona  using  a  maximum  of  500V nns @ 60 Hz. Similar 
parts to these  were  placed  in  the 400-Hz AC  life  test @ a  maximum of 368V  rms. 
;?Onset  is  the  voltage  level  at  which  corona  starts  as  voltage  is  increased. 
*y:Offset  is  the  voltage  level  at  which  corona  is  extinguished  after  it  has  started  and  when 
voltage  level  is  decreased. 
TABLE V - CAPAC€TOR  FAILURES @ 105OC 
C '  
E 
L ,  
L 
S I  
Catastrophic* & Out-of-Limits 
From 
5000 Hour AC L i f e  T e s t  @ 400 HZ 
Note: Cells are denoted by letters.  The le t te r  "F" designates  polycarbonate 
f i lm with aluminum f o i l .  The le t ter  "X" designates metallized poly- 
carbonate. The second le t ter  designates  design  prefix.  
Each number within a box represents  the  l i fe  hours  of the capacitor @ 
the time of f a i l u r e .  The l e f t  group of four  boxes represent  ce l l  po- 
s i t i o n  f o r  o r i g i n a l  test p a r t s  and t h e  r i g h t  group of fou r  boxes represents 
replacements and t h e i r   f a i l u r e s  . 
* Catastrophic  defined as opens o r  sho r t s .  
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TABLE V I  - CAPACITOR FAILURES @ 125OC 
katastrophic* & Butrof - L i m i t s  
From 
5000 Hour AC L i f e  T e s t  @ 400 HZ 
I 
C 
E 
L ,  
L 
S I  
LO AF CAPACI7TlRS- 
Note: Cells are denoted  by letters. The l e t t e r  "F" designates  Polycarbonate f i l m  
with aluminum f o i l .  The le t te r  "X" designates  metallized  polycarbonate. The 
second le t te r  desi,mates design prefix. 
Each number within a box represents  the  l i fe  hours  of the capacitor @ the 
time of f a i l u r e .  The l e f t  group of four  boxes represents c e l l  pos i t ion  for  
o r i g i n a l  test p a r t s  and the  r igh t  group of four  boxes reprosents replacements 
and t h e i r  f a i l u r e s .  
* Catastrophic defined as opens o r  sho r t s .  
0 Designates  out-of-limits 
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!MS VOLTAGE @ 400 HZ 
99 I I RMS VOUAGEQ4OO HZ 156 
Note: Cells are denoted by letters.  The le t te r  "F" designates polycarbonaik f i l m  with aluminum f o i l .  The 
letter "X" designates metallized polycarbonate. The second le t te r  designates design prefix. 
Each  number within a box represents the Life Hours of the capacitor @ the time of fa i lure .  The l e f t  
group of four boxes represents cell position for original test  parts and the right group of four boxes 
represents replacements and their  fa i lures .  
* Catastrophic  defined as opens or  shorts. 0 designates  out-of-limits. 
N 
N 
TABLE V I 1 1  - CAPACITOR  FAILURES VS TEMPERATURE, 0.25uF DESIGNS 
Catastrophic* & Out-of -Limits 
RMS VoL7AGE @ 400uz RMS VOLTAGE @yooHz RMS VOLTAGE@ YOOH2 RMS VOLTAGE 400 HZ 
i 98 I 255 1, I 311 I I 368 I 
Note: Cells are denoted by le t te rs .  The l e t t e r  "F" designates  polycarbonate f i l m  with aluminum f o i l .  The 
le t te r  "X" designates metallized polycarbonate. The second l e t t e r  designates design prefix. 
Each  number within a box represents the Life Hours  of the capacitor @ the time of fa i lure .  The l e f t  
group of four boxes represents c e l l  posi t ion for  or iginal  test par ts  and the r ight  group of four boxes 
replacements and the i r  fa i lures .  
* Catastrophic defined as opens or  shorts .  8 designates out-Of -limits 
Plo t s  of d i ss ipa t ion  fac tor  as a funct ion of operating hours show 
t h e  e f f e c t  of time on terminations and internal losses.  For each spe- 
c i f ic  des ign ,  the  average  d iss ipa t ion  fac tor  for  a l l  good c a p a c i t o r s  i n  
a l l  4 vol tage cells a t  65OC,  85OC, and 105OC is shown i n  Figures 9 thru 
14. 
Figures 15 through 20 i l lustrate  the terminal- to- terminal  insula-  
t i on  r e s i s t ance  as a funct ion of t i m e .  Insulat ion resis tance is a qual- 
i t y  measure of t he  capac i to r  d i e l ec t r i c  and o ther  insu la t ing  materials 
ex i s t ing  between terminals.  The average values plotted were calculated 
using a l l  good pa r t s  of a specific design from a l l  4 vol tage cel ls  a t  a 
specific temperature.  
A t  65OC, a l l  1.0uF designs remained s t a b l e  t o  w i t h i n  -0.6% of the  
or iginal  reference measurement throughout  the test. The 0.25uF designs 
remained s tab le  to  wi th in  +0 .1  to  -1.0% throughout the test duration. 
The tendency fo r  s l i gh t  nega t ive  change with most of the  change taking 
place by the 2000-hour p o i n t  i n  t i m e  could be due to  gradual  re laxat ion 
of winding materials with the added p o s s i b i l i t y  of c lear ing  on metall ized 
types. Figures 3 and 4 i l l u s t r a t e  t h i s  s t a b i l i t y .  The d iss ipa t ion   fac-  
t o r  of a l l  designs had a s l i g h t  tendency to  decrease (improve) with t i m e  
as i l l u s t r a t e d  i n  F i g u r e s  9 and 10 .  The var ia t ions  between designs on 
e i ther  F igure  9 or  10  were due mostly t o  winding terminations, and some 
possibly to winding design. The insu la t ion  res i s tance  of a l l  designs re- 
mained constant  or  improved s l igh t ly  wi th  time as shown in Figures  15 and 
16. A t  65OC, the temperature had l i t t l e  a f f e c t  and t h e  s l i g h t  improve- 
ment is possible  due to  improvement of impregnant penetration. 
A t  85OC, the  capac i t ance  s t ab i l i t y  of a l l  designs as p l o t t e d  i n  
Figure 5 and 6 remained close to  that  experienced a t  65OC. Reasons f o r  
t he  s l i gh t  nega t ive  sh i f t  as explained for  the 65OC temperature are ap- 
pl icable .  Dissipat ion factor  decreased s l ight ly  on a l l  designs except 
A-2 which w a s  consis tent ly  higher .  Improvement of the termination pro- 
cess and be t t e r  end seals would con t r ibu te  to  lower DF, pa r t i cu la r ly  
noticeable with the large capacitance value involved. Curves of DF f o r  
both the l.OuF and 0.25uF designs are shown in  F igures  11 and 1 2  respec- 
t ively.   Terminal-to-terminal  insulation  resistance improved on a l l  de- 
signs except A-3 which decreased slightly. However, a l l  capacitors m e t  
performance  requirements a t  t h i s  t es t  temperature.  Results of measure- 
ment are p lo t ted  in  F igures  1 7  and 18. 
A t  105OC, the  capac i t ance  s t ab i l i t y  compared c lose ly  to  tha t  found 
a t  the 2 lower temperatures , with less than +O .15% t o  -0.90% s h i f t   f o r  
the test duration as shown in  F igures  7 and 8.  Reasons f o r  t h e  s l i g h t  
negative change observed occurring by the  end of  2000 hours i s  as out- 
l i ned  fo r  t he  65OC temperature. The d iss ipa t ion  fac tor  for  des ign  A-2 
w a s  a f ac to r  of 4 t o  5 times higher than the DF of t he  o the r  l.OuF de- 
s igns but  remained within limits (0.5% max.) es tab l i shed  for  tes t .  A 
termination problem w a s  found on th i s  des ign  and is d iscussed  in  the  
Fai lure  Analysis  sect ion of th i s  repor t .  This  expla ins  in  par t  the  
h igher  d iss ipa t ion  fac tor  of one design found in Figure 13. Figure 14 
displays a very low DF level  versus  t i m e  f o r  t h e  0.25uF designs. The 
terminal-to-terminal insulation resistance varied considerably between 
designs  (Figures  19 and 20 ) .  Con t r ibu t ing  f ac to r s  t o  va r i a t ions  in  
insulat ion resis tance are thoroughness of impregnation cycles, purity of 
impregnants, d i e l e c t r i c  and f o i l  material pu r i ty  and qua l i ty ,  amount of 
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c l e a r i n g  t h a t  h a s  t a k e n  p l a c e  i n  m e t a l l i z e d  d i e l e c t r i c  d e s i g n s ,  method 
of  winding construct ion,  and methods of  terminat ion and puri ty  of s o l d e r s  
used .  Close  cont ro l  of  materials a n d  p r o c e s s e s  c a n  r e s u l t  i n  h i g h e r  ter- 
mina l - to - t e rmina l  i n su la t ion  r e s i s t ance .  
A t  125OC, t h e  amount of v a r i a t i o n  i n  electrical  parameters and the 
inc reased  number of f o r c e d  f a i l u r e s  c r e a t e d  d i f f i c u l t y  i n  p r e s e n t i n g  d a t a  
as averages of a l l  o p e r a t i n g  c a p a c i t o r s  i n  t h e  4 v o l t a g e  ,cells f o r  s p e -  
c i f  i c  des igns .  To provide a more meaningful  presentat ion of  125OC test  
r e s u l t s ,  t h e  v a r i a t i o n  of electrical  parameters  of i n d i v i d u a l  c a p a c i t o r s  
p r i o r  t o  f a i l u r e  are p resen ted .  The s i g n i f i c a n c e  of t h e s e  v a r i a t i o n s  as 
well as the  causes  of f a i l u r e  are d iscussed .  F igures  21  through 49 are 
a s e l e c t i o n  of performance curves and photographs which are u s e f u l  i n  
i l l u s t r a t i n g  and  d i scuss ing  some causes  of f a i l u r e .  A d i s c u s s i o n  f o l l o w s  
i n  t h e  F a i l u r e  A n a l y s i s  s e c t i o n  o f  t h i s  r e p o r t .  
Fa i lu re  Ana lys i s  
R e p r e s e n t a t i v e  c a p a c i t o r s  of t hose  wh ich  f a i l ed  were s e l e c t e d  so  t h a t  
graphs of pa rame te r  va r i a t ion  p reced ing  f a i lu re  cou ld  be  shown. Photo- I 
graphs are used i n  d i s c u s s i n g  f a i l u r e s .  
D e f i n i t i o n s  
Types of F a i l u r e  
a .  I n f a n t i l e  - Fa i lu re  wh ich  occur red  in  less than 1 week  of o p e r a t i o n  
(168  hours ) .  
b .  Long T e r m  - Fa i lu re s  wh ich  occur red  a f t e r  ope ra t ing  more than a week 
( o p e r a t i n g  h o u r s  g r e a t e r  t h a n  1 6 8  h o u r s ) .  
Note: F a i l u r e s  are d i s c u s s e d  i n  g e n e r a l  h e r e  w i t h  r e s p e c t  t o  c a u s e s .  
Copies of r e p r e s e n t a t i v e  f a i l u r e  a n a l y s i s  r e p o r t s  are i n c l u d e d  i n  Appen- 
d i x  B of t h i s  r e p o r t .  
Causes of F a i l u r e  
a. Workmanship o r  P rocess  Defec t s  - These  cons is t  of problems i n  
te rmina t ion ,  such  as c o l d  o r  p o o r  s o l d e r  j o i n t s ,  l e a d i n g  t o  i n -  
crease i n  d i s s i p a t i o n  f a c t o r  w i t h  a s s o c i a t e d  i n c r e a s e  i n  h e a t i n g  
a n d   e v e n t u a l   f a i l u r e .   I n c l u d e d   a l s o  are c o n s t r u c t i o n   d e f e c t s  
such as poor hermetic seals a l l o w i n g  l o s s  of impregnant ,  wrinkles  
and  o ther  manufac tur ing  or  process  defec ts .  
b .  Material Defects  - These are any d e f e c t  a t t r i b u t e d  t o  t h e  raw 
material i t s e l f .  I n  t h e  case of m e t a l l i z e d   d i e l e c t r i c s ,   p i n h o l e s  
i n  t h e  d i e l e c t r i c  material may r e s u l t  i n  e x c e s s i v e  c l e a r i n g  a t  
numerous l o c a t i o n s .  On p l a i n   p o l y c a r b o n a t e ,   c l e a n   d i e l e c t r i c  
p u n c t u r e s  w i t h  n o  o t h e r  c o n t r i b u t i n g  f a c t o r s  t o  c a u s e  of f a i l u r e  
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are cons idered  due  to  weak material when t o t a l  d i e l e c t r i c  t h i c k -  
n e s s  i s  more than  adequa te  fo r  t he  vo l t age  impressed .  
c. Corona - Corona is  unwanted ionizat ion of a n  i n s u l a t i n g  medium 
( u s u a l l y  air) when a vol tage  gradien t  exceeds  a c r i t i ca l  v a l u e  
f o r  t h e  i n s u l a t i n g  medium. Corona i s  as soc ia t ed  wi th  minu te  
a r c i n g  o r ' t r a c k i n g  w h i c h  e v e n t u a l l y  e r o d e s  t h e  d i e l e c t r i c  and 
r e s u l t s  i n  f a i l u r e .  
d. Contamination - Foreign material such as d u s t  o r  o i l s  f r o m  ma- 
ch inery  or  f rom handl ing  which  are p r e s e n t  a n d  c o n t r i b u t e  t o  
d e g r a d a t i o n  o r  d i e l e c t r i c  p u n c t u r e .  
F a i l u r e s  Caused by Workmanship o r  P rocess  Defec t s  
Twenty-seven c a p a c i t o r  f a i l u r e s  h a v e  b e e n  p l a c e d  i n  t h i s  g r o u p  and 
involve 8 p a r t s  t e s t e d  @ 105OC and 1 9  p a r t s  t e s t e d  @ 125OC. Representa- 
tive f a i l u r e s  are d i scussed  as fo l lows :  
Inadequate Termination 
a.  Design B-1 S e e  performance curves in  Figures  21,  22 , and  23 , 
photograph Figure 24 and r e f e r  t o  F a i l u r e  A n a l y s i s  4 1  i n  Appen- 
d i x  B.  The i n c r e a s e  i n  DF wi th  t i m e  i s  apparent  when reviewing 
the   curve  of Figure  22.   This was caused by a d e t e r i o r a t i n g  
t e rmina t ion  wh ich  r e su l t ed  in  excess  hea t  a t  t h e  t e r m i n a t i o n  and 
l e d  t o  e v e n t u a l  f a i l u r e .  
b.   Design A-1 See  performance  curves   in   Figures   25,   26,   and  27,  
photograph Figure 28  and Fa i lure  Analys is  48  in  Appendix  B.  A 
review of F igu re  26 i l l u s t r a t e s  a c o n t i n u a l l y  i n c r e a s i n g  DF 
a f t e r  1000  hours on test. The p a r t  w a s  considered a f a i l u r e  d u e  
to  exceed ing  the  0.5% maximum DF allowable and though i t  made 
i t  through 5000 hour s  wi thou t  sho r t ing ,  would have eventually 
f a i l e d .  Reason f o r  t h e  c u r i o u s  and  shor t  l ived  low DF a t  t h e  
1000-hour point i n  t i m e  could have been due to some p h y s i c a l  
changes in  progress  due  to  the  te rmina t ion  problem which  gave  
a temporary improvement i n  DF. 
c.   Design A-2 See  performance  curves   in   Figures   29,   30,   and  31,  
photograph Figure 32 and Fa i lu re  Ana lys i s  46 i n  Appendix B.  
T h i s  c a p a c i t o r  w a s  still  o p e r a t i n g  a t  t h e  end  of t h e  5000 hour 
test b u t  is considered a f a i l u r e  s i n c e  t h e  0 . 5 %  maximum DF w a s  
exceeded. A s  evidenced by Figure  30 ,  the  DF w a s  i n c r e a s i n g  w i t h  
time a n d  t h e  r e s u l t i n g  h e a t  l o s s e s  would have caused failure.  
25 
Poor  Eyele t  Sea l  and Inadequate Termination 
a. Design A-1 The  performance  curves  applicable are shown i n  F i g u r e s  
33, 34, and 35 wi th  photograph  Figure  36 and Fa i lu re  Ana lys i s  42 i n  
Appendix B. Review of the  per formance  curves  ind ica tes  a gradual  
d e t e r i o r a t i o n  of t h e  c a p a c i t o r .  The  photograph  of  Figure 36 i l l u s -  
trates t h e  r a i s e d  e y e l e t  i n d i c a t i n g  a broken eyelet  r im-to-can solder  
seal. 
Wrinkles i n  Winding Material 
a.  Design B-2 Th i s   capac i to r  w a s  a n  i n f a n t i l e  f a i l u r e  s i n c e  i t  shorted 
a f t e r  1 . 5  h o u r s  and consequently, no performance curves could be 
drawn.  Figure 37 i l l u s t r a t e s  p h o t o g r a p h i c a l l y  t h e  w r i n k l e  f o u n d  a t  
t h e  p o i n t  of f a i l u r e  and Fa i lu re  Ana lys i s  3 i n  Appendix B d e s c r i b e s  
f i n d i n g s  i n  d e t a i l .  
b.  Design A-3 T h i s  c a p a c i t o r  f a i l e d  a f t e r  760 hours  of operat ion  which 
w a s  t oo   soon   t o   e s t ab l i sh   pe r fo rmance   cu rves .  The wr ink le  is  shown 
pho tograph ica l ly  in  F igu re  38  and a d d i t i o n a l  d e t a i l s  c a n  b e  f o u n d  i n  
Fa i lu re  Ana lys i s  16  of Appendix B .  
Dri l led Holes  in  Core and Construct ion Error  
a .  Design B-1  Photographs of F igu res  39 and 40 and d e t a i l s  of F a i l u r e  
Analyses 23  and  36 i n  Appendix B i l l u s t r a t e  and d i scuss  th i s  p rob lem.  
Purpose of t h e  small h o l e  d r i l l e d  a t  r igh t  ang le s  to  the  wind ing  co re  
a x i s  w a s  t o  a l low improved  hea t  t ransfer  f rom inner  sur face  of  wind- 
i n g  t h r o u g h  o i l  and t o  e x t e r n a l  area of winding .  Also ,  an  e r ror  w a s  
found i n  t h a t  d i e l e c t r i c  p a d d i n g  s p e c i f i e d  a t  the  beginning  of  the  
winding was no t  p re sen t .  
Manufacturing Equipment Defective 
a .  Design A-3 P h o t o g r a p h   F i g u r e   4 1   i l l u s t r a t e s  a gouge  found i n  t h e  
winding material. Fa i lu re  Ana lys i s  35 i n  Appendix B d e t a i l s  r e a s o n s  
f o r  a d e c i s i o n  t h a t  t h e  damage w a s  done by the winding machine dur- 
i ng  capac i to r  manufac tu re .  
F a i l u r e s  Caused by Material Defects  
Twen ty - fou r  capac i to r  f a i lu re s  have  been  p l aced  in  th i s  g roup  and 
involve 4 c a p a c i t o r s  @ 105OC and  20 c a p a c i t o r s  @ 125OC. Photographs  and 
r ep resen ta t ive  Fa i lu re  Ana lyses  are p l a c e d  i n  t h i s  r e p o r t  t o  a i d  i n  d i s -  
cussion of raw material d e f e c t s  as a cause of f a i l u r e .  
a .  Design B-2 See  photograph  Figure 42 and F a i l u r e   A n a l y s i s  1 i n  
Appendix B .  Th i s  capac i to r  w a s  a n  i n f a n t i l e  f a i l u r e  s i n c e  i t  
occurred immediately upon a p p l i c a t i o n  of t h e  400-Hz test v o l t a g e .  
S ince  no  cons t ruc t ion  e r ro r  w a s  found and no other  contr ibut ing 
f a c t o r s  f o u n d ,  t h e  c l e a n  d i e l e c t r i c  p u n c t u r e  is  evidence of weak 
material and i n a b i l i t y  t o  w i t h s t a n d  t h e  127 VRMS a p p l i e d  t o  t h i s  
p a r t  . 
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b. 
C.  
d .  
Design A-2 See photograph Figure 43 and Fa i lu re  Ana lys i s  6 
i n  Appendix B.  Th i s  capac i to r  i s  cons ide red  an  in fan t i l e  
f a i l u r e  s i n c e  i t  shor t ed  wi th in  52 h o u r s  o f  l i f e  t e s t  start. 
N o  contr ibut ing circumstances were found that  would have 
caused   t he   f a i lu re .  The c l e a n   d i e l e c t r i c   p u n c t u r e   o c c u r r i n g  
e a r l y  i n  t h e  t e s t  g i v e s  e v i d e n c e  t h a t  t h e  m a t e r i a l  w a s  weak. 
Design A-3 Photograph Figures 44 and  45 i l l u s t r a t e  a p in -  
ho le  which  successfu l ly  c leared  and  one  which d i d n ' t ,  r e s p e c -  
t i v e l y .  Both photographs  a re  taken  of  mater ia l  found in  the  
one c a p a c i t o r .  M e t a l l i z e d  d i e l e c t r i c  material which  has a 
number o f  p i n h o l e s  i n  it is s u s c e p t i b l e  t o  some lowering of 
i n s u l a t i o n   r e s i s t a n c e   i f   n o t   a d e q u a t e l y   c l e a r e d .   D u r i n g  
measurement of I R  wi th  a  low energy power s o u r c e ,  t h e  f a i l -  
u r e  w a s  c r ea t ed .  Fa i lu re  Ana lys i s  25 i n  Appendix B covers  
d e t a i l s .  
Design B-2  Photograph  Figure 46 i l l u s t r a t e s  t h e  p o i n t  of 
f a i l u r e  and F a i l u r e  A n a l y s i s  1 4  i n  Appendix B g ives  some 
d e t a i l s  on t h e  c a p a c i t o r .  A pu re   d i e l ec t r i c   punc tu re   such  
as occurred on t h i s  f i l m - f o i l  d e s i g n  i n  which  no o t h e r  
cause  o f  f a i lu re  is  ev iden t  i s  r ega rded  a s  ind ica t ive  of 
weak a r e a s  i n  t h e  d i e l e c t r i c  m a t e r i a l .  
F a i l u r e  Caused by Corona 
Only 1 c a p a c i t o r  f a i l u r e  was a t t r i b u t e d  t o  t h e  e f f e c t s  of corona. 
Involved was Design A-3. Photograph  Figure 47 i l l u s t r a t e s  a t r a n s f e r  
of  meta l  f rom the  meta l l ized  sur face  of  one  d ie lec t r ic  on to  the  face  
of  an a d j a c e n t  p l a i n  s h e e t  o f  d i e l e c t r i c ,  F a i l u r e  A n a l y s i s  7 i n  Ap- 
pendix B ment ions other  areas  where carbon deposi ts  were found.  
F a i l u r e s  " ~ Caused-bx ~ ~~ o r  . Involving  Contamination 
T h r e e  c a p a c i t o r  f a i l u r e s  were  found i n  which contamination was 
involved.  
a.  Design A-3 Photograph  Figure 48 gives   evidence  of  some con- 
taminat ion  found  in  a p a r t  which fa i led .   Contaminat ion   can  
l e a d  t o  g e n e r a l  d e g r a d a t i o n  of t h e  d i e l e c t r i c  i n  t i m e  and 
e v e n t u a l   f a i l u r e .  Though contaminat ion was found i n  t h e  
capac i tor  involved  here ,  fa i lure  occurred  dur ing  I R  measure- 
ments a t  t h e  1000-hour point and m a t e r i a l  q u a l i t y  was  a f ac -  
t o r  i n  t h e  f a i l u r e .  S e e  F a i l u r e  A n a l y s i s  27 i n  Appendix B.  
b .  Design A-2 Photograph  Figure 49 i l l u s t r a t e s  a f laky   condi -  
t i o n  found i n  a few outs ide  turns  of  the  winding .  The  con- 
tamina t ion  w a s  de te rmined  to  be  the  cause  of  fa i lure  wi th  
t h i s  c a p a c i t o r .  F a i l u r e  A n a l y s i s  22 i n  Appendix B g ives  
d e t a i l s .  F a i l u r e  d i d  no t   occu r   un t i l   t he   capac i to r   ope ra t ed  
almost 2000 h o u r s .   T h i s   i l l u s t r a t e s   t h e   g r a d u a l   d e t e r i o r a t i n g  
a f f ec t  t ha t  con tamina t ion  can  cause .  
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Summary o f  Fa i lu re s  
I n  a d ; i t i o n  t o  d i s c u s s i o n  of r e p r e s e n t a t i v e  f a i l u r e s  and t h e r r  
causes  , a summary by d e s i g n  o f  t h e  f a i l u r e s  a t  t e m p e r a t u r e s  of 105OC 
and 125OC i s  g iven  a s  fo l lows :  
Th i r t een  (13 )  f a i lu re s  (3 105OC cons is ted  of  the  fo l lowing:  
Three  (3)  capac i tors ,  des ign  A-3 ,  were  cons idered  infan t i le  fa i lures  
s i n c e  f a i l u r e  o c c u r r e d  on 2 i n  l e s s  t h a n  40 hours  and  on t h e  o t h e r  
capac i tor   in   l ess   than   115   hours .   These   capac i tors   gave   ev idence  
t h a t  p i n h o l e s  e x i s t e d  i n  t h e  m a t e r i a l ,  w e a k e n i n g  t h e  d i e l e c t r i c  
s t r e n g t h  w i t h  c l e a r i n g  o c c u r r i n g  and e v e n t u a l  f a i l u r e .  
Four  (4)  capac i tors ,  des ign  A - 3 ,  i n  which f a i lu re  occur red  wh i l e  
t ak ing  I R  measurements a t  500 v o l t s ,  d c .  As  a r e s u l t  o f  p i n h o l e s ,  
t h e  m a t e r i a l  d i d  n o t  c l e a r  s u f f i c i e n t l y  w h i l e  m e a s u r i n g  I R  w i th  a 
low energy power supply and  a permanent  breakdown r e s u l t e d .  The 
dc  vol tage  was h igher  than  the  peak  ac  opera t ing  vol tages  tha t  
had been  appl ied  to  these  4 c a p a c i t o r s  p r i o r  t o  f a i l u r e ,  b u t  was 
w i t h i n  t h e  d c  v o l t a g e  r a t i n g  a s s i g n e d  t o  t h e  c a p a c i t o r s .  
Four  (4)  capaci tors ,  design B - 2 ,  i n  which f a i lu re  occur red  du r ing  
I R  measurement a t  t h e  1000-hour  poin t  whi le  under  s t ress  of  300 
v o l t s ,   d c .  Some s l igh t   wr inkles   were   found.  The dc  measuring 
v o l t a g e  was h i g h e r  t h a n  t h e  p e a k  a c  l i f e  t e s t  v o l t a g e  t h e  p a r t s  
had exper ienced .   Af te r  some i n i t i a l  f a i l u r e s  had occurred  while 
m e a s u r i n g  i n s u l a t i o n  r e s i s t a n c e  a t  r a t e d  d c  v o l t a g e ,  a l l  s u b s e q u e n t  
i n su la t ion  r e s i s t ance  measu r ing  vo l t age  w a s  reduced to  one-half  
(t)  the  ra ted  dc  working  vol tage  on  a l l  des igns .  
One (1 )  capac i to r  , des ign  B-4 , shor ted  a f te r  4 ,229  hours  of  oper -  
a t i o n  a t  t h e  h i g h e s t  t e s t  v o l t a g e  o f  368 VRMS. A smal l  wr inkle  
was  found a t  p o i n t  o f  f a i l u r e .  
One (1) c a p a c i t o r ,  d e s i g n  B - 2 ,  sho r t ed  as a r e s u l t  o f  d i e l e c t r i c  
p u n c t u r e  a f t e r  3 , 0 0 2  h o u r s  i n  t e s t .  D i s s i p a t i o n  f a c t o r  may have 
c o n t r i b u t e d   t o   h e a t i n g  . 
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Forty- two (42)  fa i lures  a t  125OC c o n s i s t e d  of t he  fo l lowing :  
Number of Design Construct ion 
F a i l u r e s  
5* 
14* 
4* 
4 
11 
0 
0 
4 
A-1 1.0 uF meta l l ized   po lycarbonate  
B-1 1 .0  uF meta l l ized   po lycarbonate  
A-2 1.0 uF polycarbonate  f i l m  and 
aluminum f o i l  
B -2 
A- 3 
B-3 
A-4 
B-4 
1 . 0  UF polycarbonate  f i lm and  
0.25uF meta l l ized  polycarbonate  
0.25uF meta l l ized  polycarbonate  
0.25u.F polycarbonate  f i lm and  
0 . 2 5 9  p o l y c a r b o n a t e  f i l m  a n d  
aluminum f o i l  
aluminum f o i l  
aluminum f o i l  
*Note:  Included i n  q u a n t i t y  of f a i l u r e s  are th ree   capac i to r s   (de -  
s i g n  A - l )  which had high DF, s i x  c a p a c i t o r s  of des ign  B - l  
as out-of- l imit  on DF a t  end of test @ 125OC b u t  good aiz 25OC, 
and two capac i tors  of  des ign  A-2 which were open a t  room 
temperature  a t  end of test .  
It is known f r o m  f a i l u r e  a n a l y s i s  t h a t  s o l d e r  j o i n t s  b e t w e e n  t h e  e y e -  
l e t  r i m  and the tube need to be improved on designs having a p r e f i x  of "A" 
t o  p r e v e n t  l o s s  of impregnant  and l iquid f i l l  a t  high temperature.  
Terminations were a major problem observed on design B-1 and t o  a 
lesser e x t e n t  on several o t h e r  d e s i g n s .  The  recommendations f o r  correc-  
t i on  have  been  ou t l ined  in  the  nex t  s ec t ion  of t h i s  r e p o r t .  
Many of the problems found which contr ibuted to  fa i lure  a t  h ighe r  
tempera tures  can  be  e l imina ted  or  minimized  by des ign  and/or  process  im-  
provement to  g ive  cons ide rab ly  be t t e r  pe r fo rmance  a t  125OC, which is  t h e  
p o t e n t i a l  t e m p e r a t u r e  c a p a b i l i t y  of p o l y c a r b o n a t e   d i e l e c t r i c .  Of p a r t i c u -  
l a r  i n t e r e s t  were t h e  r e a s o n a b l y  f e w  f a i l u r e s  of des igns  A-1,  A-2, B-2, 
and B-4 and no f a i l u r e s  a t  a l l  f o r  d e s i g n s  B-3 and A-4 a t  125OC. Some of 
t h e s e  d e s i g n s  m e t  and exceeded the performance goals. 
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Capacitor Improvement Recommendations 
V o l t a g e  S t r e s s  - Maximum stress p laced  on  the  capac i to r  des igns  a t  
t h e  h i g h e s t  ac test  v o l t a g e  l e v e l  i n  terms of v o l t s  (rms) per m i l  (.0254 m) 
d i e l e c t r i c  were as fo l lows :  
Design A-1 
B-1 
A- 2 
B-2 
A-3 
B-3 
A-4 
B-4 
383 v o l t s / m i l  
307 v o l t s / m i l  
230 v o l t s / m i l  
329 v o l t s / m i l  
409 v o l t s / m i l  
368 v o l t s / m i l  
307 v o l t s / m i l  
368 v o l t s / m i l  
(.0254 mm) 
( A254 mm) 
(.0254 m) 
( .0254 mm) 
( .0254 mm) 
(.0254 mm) 
( .0254 mm) 
(.0254 mm) 
Observing the fact  t h a t  t h e r e  w a s  no c o r r e l a t i o n  of i n c r e a s i n g  f a i l u r e s  
w i t h  i n c r e a s e  i n  v o l t a g e  a t  temperatures  up t o  125OC, a 400- Hz sinewave 
ac v o l t a g e  stress of  300 v o l t s  r m s / m i l  (.0254 mm) should be a reasonable  
o p e r a t i n g  level.  A d e r a t i n g  of v o l t a g e  a t  125OC, based  on  these  f ind ings ,  
would not improve confidence of s u c c e s s f u l  o p e r a t i o n  a t  1 2 5 0 ~ .  I n i t i a t i o n  
of recommended changes to  minimize problems from fai lure  causes  out l ined 
w i l l  al low improved performance for a l l  types of po lycarbonate  capac i tors  
a t  temperatures  up t o  125OC. 
Termination  Improvement - I n  t h e  case of the   meta l l ized   po lycarbon-  
a te ,  t h e r e  was evidence on some d e s i g n s  t h a t  t h e  metal end spray did not  
adhere well t o  t h e  m e t a l l i z e d  p l a t e  on t h e  s u r f a c e  of t h e  d i e l e c t r i c .  
The adhesion and contact can be improved by using a s l i g h t  o f f s e t  i n  t h e  
wind ing  l aye r s ,  by c a r e f u l  p r o c e s s  c o n t r o l  of t h e  s p r a y i n g  o p e r a t i o n  i n  
terms of a n g l e ,  amount of h e a t ,  t y p e  of metal used,  and  by  making  sure 
t h a t  t h e  a x i a l  end o f . t h e  w i n d i n g  i s  w e l l  coated with an adequate  amount 
of metal spray,  (schooping) . For  improved  connection  between  the  lead 
head  and t h e  metal s p r a y ,  i t  i s  recommended t h a t  a f t e r  t h e  i n i t i a l  s o l d e r -  
i n g  of lead  head  to  the  schooping ,  the  leads  be  pro tec ted  and  addi t iona l  
metal s p r a y  b e  a d d e d  t o  f i l l  i n  a r o u n d  t h e  s u r f a c e  of the lead head and 
t h e  f i r s t  metal spray.   This   procedure i s  recommended f o r  any of t h e  
meta l l ized  des igns  and  thus  would  be  prefer red  ins tead  of t h e  metal sc reen  
type contact  washers  used on designs B-1 and B-3. 
I n  t h e  case where  eye le t  seals broke, impregnant escaped and termi- 
n a t i o n  d e t e r i o r a t e d ,  t h e  s o l d e r  bond can be improved by using cans that 
h a v e  b r i g h t  t i n  p l a t i n g  and are f r e e  of o x i d a t i o n .  X-rays  can  be  help- 
f u l  i n  e x a m i n a t i o n  of adequacy  of  solder seals. Addit ion of s u f f i c i e n t  
amounts of s o l d e r  and a p p l i c a t i o n  of hea t  long  enough to  ge t  good f low 
of so lde r  be tween  eye le t  r i m  and the  can  i s  r e q u i r e d .  
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For  f i lm- fo i l  des igns ,  t e rmina t ion  can  be  improved  by swedging the 
l ead  head  in to  the  ax ia l  end  o f  the winding and adding enough molten 
s o l d e r  t o  c o v e r  t h e  l e a d  h e a d  well o r  by u s e  of metal screen-type washers 
such as used on designs B-2 a i d  B-4. The d i s s i p a t i o n  f a c t o r  of t h e s e  
des igns  w a s  excellent and remained very low throughout the test. 
Minimizing Wrinkles - Wrinkles can be minimized though not eliminated 
through the  use  of c o r e s  t o  p r e v e n t  c o l l a p s e  of winding material i n t o  
mandrel  holes  and the use of wrinkle  removing devices  on windfng wchines .  
Wrinkles are a l s o  a f f e c t e d  by type of impregnant and process temperatures 
used. Some impregnants  have a t e n d e n c y  t o  l u b r i c a t e  and thus  a l low easier 
movement of d i e l e c t r i c  s h e e t s  s h o u l d  t h e y  a t t e m p t  t o  s l i d e  d u r i n g  t h e r m a l  
p rocess ing  of the  winding .  I f  the  impregnant  does  not  a l low easy  s l ip-  
page of d i e l e c t r i c  materials, more t e n d e n c y  t o  w r i n k l e  e x i s t s .  
The d r i l l e d  h o l e  i n  t h e  w i n d i n g  c o r e  c o u l d  e i t h e r  b e  e l i m i n a t e d  o r  
padding  inc luded  to  prevent  stress on t h e  d i e l e c t r i c  as i t  passes  over  
t h e  h o l e .  
Equipment  Maintenance - The  gouge i n  t h e  d i e l e c t r i c  f o u n d  i n  F a i l -  
ure  Analysis  35 is  an example of problems that can occur during manufac- 
ture .   Maintenance of equipment   to   prevent   formation of b u r r s  on material 
g u i d e s  o r  r o l l e r s  and a burn-in a t  1.25 times r a t e d  v o l t a g e  a t  125OC f o r  
250 hour s  cou ld  min imize  these  f a i lu re s .  
Material Q u a l i t y  Improvement - P r e c l e a r i n g  of t he  me ta l l i zed  po ly -  
carbonate  r a w  material by t h e  r a w  material manufacturer is  recommended. 
Much of t h e  q u a l i t y  of meta l l ized  polycarbonate  and p l a in  po lyca rbona te  
depends on p rocesses  and  c l ean l ines s  a t  t h e  r a w  material manufacturer ' s  
p l a n t  b u t  is a f f e c t e d  a l s o  by the  capac i to r  manufac tu re r  i n  p rocesses  
used t o  c o m p l e t e  t h e  c a p a c i t o r .  
Reduction of Corona - Corona can be minimized by thorough evacuation 
of a i r  from windings followed by long soak time f o r  maximum impregnation. 
The writers consider  long soak time t o  be 16  hours  or  longer .  The design 
shou ld   min imize   r e s t r i c t ions   t ha t   migh t   t end   t o   en t r ap  a i r .  Making  and 
breaking of vacuum or  pressure shocks sometimes are h e l p f u l  i n  moving 
entrapped a i r .  
The presence of p i n h o l e s  o r  a i r  bubbles as w e l l  as s h a r p  metal pro- 
j ec t ions  f rom '  t he  e l ec t rodes  inc reases  the  chance  of corona. Some i m -  
p regnants   o f fe r   advantages   over   o thers   in   min imiz ing   corona .  However, 
t h e  2 impregnants  involved  in  th i s  test program were similar i n  l e v e l s  of 
c o r o n a  n o t e d .  S p e c i f i c a t i o n s  f o r  c a p a c i t o r s  u s e d  i n  ac aerospace power 
systems should include corona screening requirements .  
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Contamination - Process  controls  and  handling  techniques  must min- 
imize  contamination.  Polycarbonate  capacitor  windings  should  not  be 
stored  in  the  open  for  long  periods  of  time,  Storage in a  clean  dry 
atmosphere  at 85OC to 100°C temperature  is  recommended  for  parts  that 
might  be  delayed  for  any  length  of  time  during  manufacture. The use 
of  clean  lint  free  gloves  is  recommended  for  production  personnel  to 
avoid  direct  contact  of  material with hands.  For  increased  reliabil- 
ity  important  in  ac  aerospace  application,  the  capacitors  should  be 
built  in  a  "clean  room"  type  production  area  with  close  process con- 
trol 
Discussion  of  Designs and  Recommendations ~ 
1.0 uF  2OOVAC  Peak Rated, 400 Hz, Metallized  Polycarbonate 
For  this  capacitor,  design B-1 is  recommended  after  modificatiqns 
in  termination  are  made.  The  metal  contact  washer  would be eliminated 
and  the  termination  would  be  made  as  outlined  above  for  termination  im- 
provements  for  metallized  polycarbonate  type  construction.  About  the 
only  problem  with  this  design  was  the  termination.  This  design  uses  the 
back-to-back metallized construction technique  mentioned  in a previous 
section  of  this  report  (Description  of  Capacitors  Tested). It has 
twice  the  thickness  of  metallized  conducting  plate  found on conventional 
type  construction  of  metallized  capacitors.  The  double  metallized 
plate  is  important  in  that  it  has  better  current  carrying  capability 
important  in  ac  applications  and can do  more  toward  carrying  internal 
heat to external  parts  of the winding. This design  technique  has  been 
in  use  for  this  type  application  for  some  time  by  one  manufacturer  and 
has  a  patent  applied  for. It is  recommended  that  the  core  be  used  as 
originally  designed  and  that  the  1/32"  (.0794  cm)  holes  at  right  angles 
to  the  core  axis be covered  with a padding.  The  above  changes  should 
be  incorporated  followed  by a study  to  determine  the  most  suitable im- 
pregnant. " 
J- 
1.0 uF  2OOVAC  Peak Rated, 400 Hz, Polycarbonate  Film  with  Aluminum  Foil 
Design B-2 with  improvements  is  recommended.  This  design  and  design 
A-2 each  had 4 failures @ 125OC. Design B-2 is  considerably  smaller  in 
physical  size  and  the  termination  resulted  in  much  lower DF which  is  im- 
portant  in  ac  applications.  See  Figures 11 and  13  as  an  example. 
0.25  uF  4OOVAC  Peak Rated, 400 Hz, Metallized  Polycarbonate 
Design B-3 is  recommended  with  modifications  of  termination.  This 
design  experienced no failures  at  all. Though this  design  experienced 
no  problem, it  used  the  same  termination  technique  as  design B - 1  which 
did  experience  problems  due  to  termination.  This  design  used  the  back- 
to-back  metallized  design as  mentioned  for  the  similar  design B - 1 .  
* Note: A comparison  of  impregnants  was  difficult  to  make  since  poly- 
butene  and  silicone  oil were involved  in  different  designs  and  both  of 
the  impregnants  were  involved  in  designs  which  experienced  no  failures. 
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0.25 d 400VAC Peak Rated, 400 Hz, Polycarbonate  Fi lm with Aluminum F o i l  
Design A-4 i s  recommended. This  des ign  exper ienced  no  fa i lures .  
This  w a s  the only design which used 3 s h e e t s  of d i e l e c t r i c  b e t w e e n  f o i l s .  
It used 1.2 mils (.0305 mm) d i e l e c t r i c  t h i c k n e s s  compared t o  1 . 0  m i l s  
(.0254 mm) f o r  d e s i g n  B - 4  and is s l i g h t l y  l a r g e r .  Though t h e r e  were no 
f a i l u r e s ,  a co re  is recommended t o  p r e v e n t  t h e  p o s s i b i l i t y  of c o l l a p s e  i n -  
t o  the  mandre l  ho le  and  r e su l t an t  wr ink le s .  The te rmina t ion  could  be  
improved as recommended s i n c e  a s i m i l a r  d e s i g n  A-2 did  exper ience  termi- 
nat ion problems.  
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CONCLUSION 
Purpose of the 400 Hertz sinewave test of polycarbonate  capaci tors  
was to  s tudy performance of these  capac i tors  under  matrix type  test con- 
d i t i o n s ,  and  f rom the  resu l t s  of test and f a i l u r e  a n a l y s i s ,  make recom- 
mendations f o r  d e s i g n  improvements. A t o t a l  of 8 des igns  incorpora t ing  
metal l ized polycarbonate  and plain polycarbonate  f i lm with aluminum f o i l  
i n  two capaci tance values  and two v o l t a g e  r a t i n g s  were s u b j e c t e d  t o  test 
a t  4 temperatures and 8 vo l t ages .  
A l l  designs operated a t  65OC and 85OC wi th  no  f a i lu re s .  Th i r t een  
f a i l u r e s  were recorded a t  105OC and 42 a t  125OC, a l l  with no not iceable  
e f f e c t  d u e  t o  i n c r e a s i n g  v o l t a g e  level. Two capacitor  designs  experienced 
no f a i l u r e s  a t  any test condi t ion  to  which  they  were subjec ted .  Tempera- 
t u r e  had t h e  most e f f e c t  on performance. 
The  main causes of f a i l u r e  and recommended corrective measures are: 
Workmanship or  Process  Defects.   These  involved  inadequate  termination, 
poor  eye le t  seals al lowing escape of impregnant, wrinkles i n  winding 
material, c o r e  d e s i g n  o r  c o n s t r u c t i o n  e r r o r  and manufacturing equipment. 
A l l  workmanship defects found can be minimized and i n  some cases elimina- 
ted  through  process  change  and  control. An ac burn-in of  250 hours is  
recommended a t  125OC and 125% ra ted  peak  vol tage .  
Material Quality.  These involved weak d i e l e c t r i c  w i t h  m c h  e v i d e n c e  of 
c l e a r i n g  i n  some cases. Processes involved from manufacture of raw mate- 
r i a l  to completion of capac i to r  can  a f f ec t  ma te r i a l  qua l i t y .  Burn-in as 
recommended above can minimize f a i l u r e s  t r a c e a b l e  t o  r a w  material. 
Corona.  Capacitor  manufacture must inc lude  p rocess  con t ro l s  fo r  max imum 
removal of a i r ,  thorough impregnation and elimination of sharp metal pro- 
j e c t i o n s .  S p e c i f i c a t i o n s  f o r  c a p a c i t o r s  t o  b e  u s e d  i n  ac aerospace appl i -  
cations should include corona screening requirements a t  a level s l i g h t l y  
h igher  than  in tended  opera t iona l  vo l tage  leve l .  
Contamination. Can be  minimized by p rocess  con t ro l s  t o  p ro tec t  material 
du r ing  s to rage  and also through manufacturing. A burn-in as recommended 
above w i l l  minimize t h i s  problem. 
Obse rv ing  the  f ac t  t ha t  t he re  w a s  no  co r re l a t ion  of i n c r e a s i n g  f a i l -  
u re s  wi th  inc rease  in  vo l t age  a t  temperatures up t o  125OC, a 400Hz s ine-  
wave ac vo l t age  stress of 300 v o l t s  r m s / m i l  (.0254 mm) should be a rea- 
sonable  opera t ing  level.  A dera t ing  of vo l t age  a t  125'C, based on these 
f ind ings  , would not improve confidence of successfu l  opera t ion  a t  125OC. 
I n i t i a t i o n  of recommended changes t o  minimize problems from f a i l u r e  
causes  out l ined  w i l l  a l low improved performance f o r  a l l  types of poly- 
carbonate  capac i tors  a t  temperatures up t o  125OC. 
The c a p a b i l i t y  of polycarbonate ac capac i to r s  t o  ope ra t e  a t  temp- 
e r a t u r e s  up t o  125OC has been demonstrated by two designs which experi- 
enced no f a i l u r e s .  
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from excess h e a t  
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Ser. No. 4ZxfsUO 
FIGURE 24.  Poor  te rmina t ion  wi th  increase  in  DF r e s p o n s i b l e  f o r  p a r t  f a i l u r e  
(Design B-1) . Refe r  t o  Fa i lu re  Ana lys i s  841 and t o  F i g u r e s  21 ,  22 ,  and 23 f o r  
performance  curves.  Magnification i s  6X. 
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Note: Total  
carbonization 
result ing from 
excess heat  
FIGURE 28. Poor termination with increase i n  DF respons ib le  for  par t  fa i lure  
(Design A - 1 ) .  Refer to Failure Analysis #48 and to Figures 25, 2 6 ,  and 27 f o r  
performance  curves.  Magnification i s  7X. 
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Note: V i e w  is 
of end of wind- 
ing af ter  lead 
had been removed. 
S e r .  No, 41FA12 
FIGURE 32. Poor termination resulting from cold solder joint  i s  responsible for 
par t  fa i lure  (Design A-2) .  Refer to Failure Analysis 146 and to Figures 2 9 ,  30, 
and 31 €or performance  curees.  Magnification is 5.2X. 
58 
. . .  . . .  
59 
60 
61 
Note: Broken 
seal between 
eyelet  r i m  and 
case. 
FIGURE 36. The so lde r  j o in t  between tube and eye le t  seal was poor allowing the 
impregnant to escape and subsequent f a i l u r e  of pa r t  (Design A-1). Refer to 
Failure Analysis #42 and t o  Figures 3 3 ,  3 4 ,  and 35 f o r  performance curves. 
Magnification is 8.7X. 
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FIGURE 37. Wrinkle in dielectric  responsible for failure of part (Design B-2). 
Refer  to  Failure  Analysis # 3 .  Magnification is 6X. 
Note : Crease 
caused by wind- 
ing collapsing 
into mandrel 
hole. 
Ser. No. 45XA01 
FIGURE 38.  Wrinkle  in  dielectric  responsible for failure of part (Design A - 3 ) .  
Refer to  Failure  Analysis 1/16. Magnification is  lox. 
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Note: The main 
puncture  hole  
shown was found 
to  be  a s soc ia t ed  
w i t h   h o l e   i n  
ceramic core.  
Ser. No. 44XB08 
FIGURE 39. Stress crea ted  by the  1 / 3 2 "  h o l e  i n  t h e  ceramic core i s  responsible  
f o r  f a i l u r e  of p a r t  (Design B-1) . Refer  to  Fai lure  Analysis  #23.  Magnif icat ion 
is  5.8X. 
FIGURE 40. Winding machine operator error coupled with effect of d r i l l e d  h o l e  i n  
c o r e  r e s u l t e d  i n  f a i l u r e  of p a r t  (Design B-1) . Refer  to  Fa i lure  Analys is  i l36.  
Magnification is 5X.  
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FIGURE 41. The scratched and  gouged s u r f a c e  of t h e  d i e l e c t r i c  c a u s e d  t h e  f a i l u r e  
of part   (Design A - 3 ) .  Refer   to   Fa i lure   Analys is  1/35.  Magnification i s  45X. 
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Ser. No. 42FB16 
FIGURE 42. A weak spot  in  the  d ie lec t r ic  caused  the  infan t i le  fa i lure  of p a r t  
(Design B-2) .  Refer  to  Failure  Analysis #I. Magnification i s  22X. 
. .  . .  Note: White 
streak near 
r e s u l t  of  a 
i*. si f a i l u r e  is the 
- ,  damaged photo- 
' ,  :il graph. _ .  I!. 
*. , 
FIGURE 4 3 .  A weak spot  in  the  d ie lec t r ic  caused the  in fan t i l e  f a i lu re  of par t  
(Design A - 2 ) .  Refer  to  Failure  Analysis f 6 .  Magnification is  6.5X. 
66 
A 
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FIGURE 44. One of  the many small pinholes found  which had successful ly  been 
cleared.  This is  i n  c o n t r a s t  to Figure #45 below. 
. '  1 
,! 
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Ser. No. 45XA03 
FIGURE 4 5 .  Dielec t r ic   fa i lure   o f   par t   (Des ign  A-3). Same p a r t  shown i n  
Figure 44 above.  Refer  to  Failure  Analysis #25. Magnification is  22X. 
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Ser. No. 43FB16 
FIGURE 46.  Dielectr ic  fa i lure  of part  (Design B-2) .  Refer  to  Failure  Analysis 
#14. Magnification is  15X. 
Note: Notice 
the deposit of 
metallizing on 
the layer of 
plain polycar- 
bonate film. 
FIGURE 47. Weakened d i e l ec t r i c  due to the presence of  corona is  the cause for 
par t  fa i lure  (Design A - 3 ) .  Refer  to  Failure  Analysis #7.  Magnification is 
5.25X. 
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FIGURE 48.  Some  contamination  found  in  the  winding  material  of  one  capacitor 
(Design  A-3). Refer to Failure  Analysis #27. Magnification is  22.5X. 
FIGLIRE 4 9 .  Crystallization  of  plain  polycarbonate  film  caused by contamination 
resulting  in  failure  of  part  (Design A-2). Refer  to  Failure  Analysis #22. 
Magnification is  22.5X. 
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APPENDIX A 
TRW PROCUREMENT SPECIFICATION  27A0087 
CAPACITORS,  FIXED, POLYCARBONATE 
1. General  Aspects 
1.1 This  specification  outlines  requirements  for  hermetically  sealed  capacitors, 
both in polycarbonate film-foil and metallized polycarbonate construction. 
1 . 2  Capacitors  furnished t o  th i s  spec i f ica t ion  wi l l  be subjected t o  extensive 
l i f e  t e s t i n g  u t i l i z i n g  400 Hz sinewave voltages a t  a variety of voltage 
1 eve1 s and temperatures  out1 i ned in  Para. 4.4. 
1.3 Objective of test program i s  t o  g e n e r a t e  l i f e  and fai lure  information for  
polycarbonate capacitors when used in  400 Hz AC applications found i n  the  
aerospace indus t ry  and from t e s t  r e s u l t s ,  make recommendations f o r  improve- 
ments in capacitor design. 
1.4 The design l i f e  ob jec t ive  of the capacitors shall be 50,000 hours a t  r a t ed  
conditions outlined in Table I .  
1 .5  Only manufacturers  capable of supplying b o t h  polycarbonate  film-and-foil 
and metal 1 ized polycarbonate types are t o  be considered. 
2.  Applicable Documents 
2 .1  MIL-STD-202C TEST METHODS FOR ELECTRONIC'  A N D  ELECTRICAL COMPONENT PARTS 
3.  Requirements 
3.1 Design and Construction 
3.1.1  Material: The capacitors  shall  be constructed  using  the  highest 
qual i ty  mater ia ls  obtainable ,  consis tent  with present  s ta te-of-  
the-ar t .  When a def in i te   mater ia l   i s  no t  spec i f ied ,  a material 
shal l  be used which will  meet the  performance requirements of this 
specif icat ion.  
3.1.2  Capacitor  Element: The capacitor  elements must consist  of conduct- 
ing 1 ayers separated by layers of polycarbonate film. Both fi lm and 
f o i l  and metallized film capacitors will be required (see Table I) .  
Extended foil   type  construction  shall  be used.  Insulating, impreg- 
nating and f i l l i n g  compounds including oils or waxes shall  be s u i t -  
ab le  for  the  AC application. Compounds used shal l  no t  a t  time of 
tes ts  specif ied herein,  or after aging in operation o r  storage condi- 
t ions under environmental conditions specified, cause any chemical 
or adverse affect  on the performance. 
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TABLE I 
PART NO. 
2 7Ao087 - 1 
27A0087-2 
27A0087-3 
27A0087-4 
NOTE: 1. 
- 
- 
"L 
T 
125°C. 
CAP 
(MFD 1 
1.0 
1.0 
0.25 
0.25 
he Rated 
TOL . 
% 
+5 
+5 
+5 
+5 
CONSTRUCTION 
Metal  1 ized 
Polycarbonate 
Polycarbonate 
Film-Foil 
Metal 1 ized 
Polycarbonate 
Polycarbonate 
F i  1 m-Foi 1 
400 Hz 
PEAK* 
AC VOLTAGE 
RAT I NG 
200 
200 
400 
400 
400 Hz AC Vc 
DIMENSIONS 
(Inches 1 
See F i  
A 
MAX. 
1 1/8" 
1 1/8" 
1 1/8" 
1 1/8" 
tage shal 
Ire 1 
B 
MAX. 
2 '1 /2" 
2 3/4" 
2 'I 
2 1/4" 
be 
2. A DC ra t ing for  the capaci tors  shal l  be assigned by the manu- 
f ac tu re r .  
* Zero-to-peak voltage. 
#18 AWG of 1 5/8 +' Inches Leng th  
-0 
FIGURE 1 
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3.1.3  Leads:  Copper o r  copper -c l  ad s tee l  w i re  leads  sha l l  be  used , having 
a t i n  l e a d  c o a t i n g  w i t h  a t i n  c o n t e n t  o f  40 t o  70%. Leads s h a l l  be 
a x i a l .  Lead  gauge s h a l l  be #18 AWG. 
3.1.4 Case: The c a p a c i t o r s   s h a l l  be he rmet i ca l l y   sea led  i n  m e t a l l i c  cases. 
The case s h a l l  n o t  be a te rm ina l .  Maximum case  dimensions  shal l  be 
as shown i n  Table I .  
3.1.5  Workmanship: The c a p a c i t o r s   s h a l l  be processed i n  such a manner  as 
t o  be u n i f o r m  i n  q u a l i t y  and s h a l l  be f ree  f rom p i ts ,  c racks ,  rough 
edges,  and o t h e r  d e f e c t s  t h a t  c o u l d  a f f e c t  l i f e ,  s e r v i c e a b i l i t y ,  o r  
appearance. 
3.1.6  Design L i f e :  The design l i f e  f o r  t h e  c a p a c i t o r s  s h a l l  be 50,000 hours 
a t  r a t e d  c o n d i t i o n s  w i t h  a 95% s u r v i v a l .  See Table I and associated 
app l icab le  no tes  fo r  ra ted  vo l tage and tempera tures .  The design  must 
be such as t o  m i n i m i z e  t h e  p o s s i b i l i t y  o f  c o r o n a  a t  t h e  AC t e s t  c o n d i -  
t i o n s  d e s c r i b e d  i n  P a r a .  4.4. 
3 . 2   C a p a c i t o r   I d e n t i f i c a t i o n :  Each c a p a c i t o r   s h a l l  be  marked w i t h  smear r e s i s t a n t  
i n k  t h a t  wil wi ths tand   t he   env i ronmen ta l   cond i t i ons   spec i f i ed .   Charac te r   d i -  
mensions s h a l l  be a t  t h e  d i s c r e t i o n  o f  t h e  s u p p l i e r .  The f o l l o w i n g  i n f o r m a t i o n  
s h a l l  be  marked  on t h e  body o f  t h e  c a p a c i t o r :  
a )   M a n u f a c t u r e r ' s   i d e n t i f i c a t i o n ,  name o r  symbol 
b) Manufacturer I s p a r t  number 
c)  Capacitance 
d)  Capacitance To1 erance 
e) DC Working  Voltage 
f) AC Peak Rated  Voltage (3 400 Hz 
g)  Date Code 
3.3 Traceabi 1 i t y  
3.3.1 The manu fac tu re r  mus t  ma in ta in  t raceab i l i t y  reco rds  back t o  raw  mater- 
i a l  l o t s  employed f o r  c a p a c i t o r s  s u p p l i e d  t o  t h i s  s p e c i f i c a t i o n .  
3.3.2  The supp l i e r  mus t  p rov ide  the  fo l l ow ing  i n fo rma t ion  on t h e  d e s i g n  o f  
the Capaci tors submit ted:  
a)  Source o f   d i e l e c t r i c  
b )   D i e l e c t r i c   l o t  number 
c )   D i e l e c t r i c   t h i c k n e s s  
d)  Margin 
e)  Type o f  impregnant 
f )  Type o f  f o i l  
g )  Any specia l   screening  tests   per formed 
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3.4  Explanation  of Lot Descriptions:  All raw materials used i n  producing a capa- 
c i tor  type  sha l l  be  drawn from single  raw mater ia l  lots .  
3.4.1  Capacitor  Lot: A capac i tor  lo t  is  defined  as a group  of capacitors  of 
a single capacitance and voltage rating produced under conditions as 
constant as possible. 
3.4.2 Raw Material  Lot: A raw ma te r i a l  l o t  fo r  any single type of material ,  
except  d ie lec t r ic ,  sha l l  be def ined as  that  mater ia l  received at  one 
time, i n  the  same s h i p m e n t ,  and purchased against a single purchase 
order number. 
3.4.3  Dielectric  Lot: A d i e l e c t r i c  l o t  s h a l l  be defined  as  that   material  
coming from  one mill roll of material from  one film manufacturer. 
3.5  Electrical 
3.5.1  Circuit  Design 
BOTH LEADS INSULATED 
NO INSULATING SLEEVE 
3.5.2  Dissipation  Factor ( D F )  
Metallized Polycarbonate 
Foil and Polycarbonate  Film 
- < .30% 
- <. 25% 
The d iss ipa t ion  fac tor  of each capacitor must be equal to  or  less  than  
the above l imi t s  when measured a t  an AC voltage not greater than 20% 
of the rated DC vo l tage ,  a t  25°C f 5”C, and a t  a frequency of 400 Hz ?r 
5%.  Accuracy  of the diss ipat ion factor  measurements shal l  be +2 percent 
of the reading. 
3.5.3  Capaci  tance 
Capacitance of four ( 4 )  items shall be as out1 i ned i n  Tab1 e I .  The 
capacitance shall be measured i n  accordance w i t h  Method 305 of MIL- 
STD-202C except that test frequency shall be 400 Hz * 5% and accuracy 
of  measurement shal l  be *0.5%. 
3.5.4  Insulation  Resistance  (IR) 
I 
3.5.411 A l l  capacitors must meet the requirements outlined in Table I1 
when tes ted  i n  accordance w i t h  Method  302 of MIL-STD-202C. A 
potential equal to the DC voltage rating of the capacitor being 
t e s t ed  o r  500 VDC whichever i s  l e s s ,  sha l l  be used.  Capacitors 
m u s t  be s t a b i l i z e d  a t  25°C f 5°C. 
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3.5.4.2  Points of  Measurement: Terminal t o  terminal and between t e r -  
minals and case. 
3.5.4.3 The time constant of the measurement c i rcui t  shal l  n o t  exceed 
30 seconds. 
3.5.4.4 Maximum electrif ication for terminal t o  terminal measurements 
shall not exceed 2 minutes. Maximum e lec t r i f ica t ion  time for  
terminal t o  case measurements shall n o t  exceed 1 minute. 
TABLE I1 
INITIAL INSULATION RESISTANCE REQUIREMENTS 
CONSTRUCTION TYPE 
Polycarbonate Film-Foil 
Terminal t o  Terminal 
( a )  Megohms x mfds 
( b )  Need not  exceed 
(megohms) 
Metallized Polycarbonate 
Terminal t o  Terminal 
( a )  Megohms x mfds 
( b )  Need not exceed 
(megohms ) 
NOTE: Terminal to  case IR  measl 
TEMPERATURE 
25°C 
75K 
150K 
1 OOK 
200K 
ements shall 
" 
url 
be equal t o  or greater than terminal t o  
terminal IR measurements. 
3.5.5  Dielectric  Strength  Test 
3.5.5.1  Dielectric  Strength:  Capacitors  hall be capable of with- 
standing twice the DC rated voltage for one minute th rough  
a limited resistance o f  100 ohms per volt. The DC dielec- 
t r ic  s t rength tes t  shal l  consis t  of a terminal t o  terminal 
and a terminal t o  case check. 
3.5.5,.2 AC Dielectric  Strength:  Capacitors  shall be capable of with- 
standing 130% of rated AC voltage when subjected t o  60 Hz for  
a ten  minute  duration. The AC d ie lectr ic  s t rength tes t  shal l  
consist of a terminal t o  terminal check. 
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3.6 Environmental 
3.6.1 Hermetic Seal: The  hermetic seals  of  the capacitors  shall have a leak- 
age r a t e  l e s s  than 1 x 10-8 atm cc/sec when tested i n  accordance w i t h  
Method 112a of MIL-STD-202C. The following details are applicable: 
Test Condition C 
Procedure I I I a  
3.6.2 Potential Space  Environment: The capacitors  shall be designed t o  oper- 
a t e  under the following conditions, o r  any practical  combination there- 
of  without  degradation  of  electrical  characteristics. 
3.6.2.1 Shock: 20 g half sinewave fo r  11 millisecond  duration. 
3.6.2.2 Vibration:  Sinusoidal i n p u t  t o  case  along each  of three mu- 
tual  ly  perpendicular  axes. 
5-33 cps a t  0.14 inch D . A .  displacement 
33-140 cps a t  8.0 g ' s  peak 
140-240 cps a t  0.008 inch D.A. displacement 
240-2000 cps a t  15 g ' s  peak 
3.6.2.3 Acceleration: 6 g ' s  f o r  5 minutes along any of the three mu- 
tual  ly  perpendicular  axes. 
3.6.2.4 Gravity: Both sea  level and zero  gravity. 
3.6.2.5 Radiation: 
Fast Neutrons - 1 x 10" n v t ,  integrated dose fo r  lo4 hours. 
Gamma - 1 x lo6  rads (c)  integrated dose for  lo4 hours. 
4. Quality  Assurance  Provisions 
4.1 Responsibility of Manufacturer 
The  manufacturer shall produce par ts  that  wil l  meet requlrements outlined i n  
Paragraph 3. 
4.2 Receiving  Inspection 
TRWC shall  perform t e s t s  t o  assure compliance with requirements of Paragraphs 
3.5.1 through 3.6.1 inclusive upnn receipt of par t .  Acceptance of  parts will 
be based upon tes t  results and various other examinations required t o  verify 
conformance w i t h  requirements o f  th is  specification. 
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4.3 Life Testing 
TRWC will subject capacitors to 400 Hz sinewave voltages for a duration of 
5000 hours.  Test  conditions  are  as  follows: 
Test Voltages : 70%, 90%, 110%, and 130% of peak rating. 
Case Temperatures: 65"C, 85"C, 105"C, and 125°C. 
5.  Preparation  for  Delivery 
5.1  Packaging: Parts  shall  be packaged for  delivery so that  they  will meet re- 
quirements o f  this specification after handling and shipping.  Parts  shall 
not be bul k-packed. 
5.2 Transportation:  Include on a l l  commercial b i l l s  of  lading  the  following: 
"Transportation hereunder i s  for the Government  and the actual , total  t rans-  
portation charges paid to the ca r r i e r  ( s )  a re  to  be reimbursed by the Govern- 
men t . '' 
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ADDENDUM TO TRW  PROCUREMENT SPEC.  27A0087 
1. The  capac i tor  suppl ie r  mus t  supply  informat ion  on  source  of d i e l e c t r i c  
and l o t  number i n  c o n f i d e n c e  t o  NASA b u t  n o t  t o  TRWC. 
. 
2.  The  type of impregnant can be described i n  g e n e r a l  w i t h o u t  d e t a i l i n g  t h e  
exac t   chemica l   formula   o r   ca ta log  item of the   impregnant   suppl ie r .  An 
example  migh t  be  ' ' s i l i cone  o i l "  w i thou t  r e fe renc ing  add i t iona l  de t a i l s .  
3. Spec ia l   s c reen ing  tests can   be   desc r ibed  as "Burn-In" i f  t h i s  is  used 
w i t h o u t  d e t a i l s  as to  t empera tu re ,  du ra t ion ,  and  vo l t age .  
4 .  The unders tanding  of Page 6 ,  para.   4 .2  of TRWC spec .  27A0087 i s  t h a t  
on ly   de fec t ive  items must   be   rep laced ,   no t   the   en t i re   sh ipment .  The 
case i n  which complete replacement of an item would be  r equ i r ed  would 
b e  f a i l u r e  of a ma jo r i ty  of t h a t  i t e m  t o  p a s s  some parameter  or  
requirement of the   spec .  27A0087. 
5. Physical   d imension  deviat ions  requested  by  one  manufacturer  are 
accep   tab  le.  
This  addendum is an  add i t ion  to  Spec .  2780087  and  must be  inc luded  
wi th  the  Purchase  Order  to  capac i tor  manufac turers  se lec ted .  
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APPENDIX B 
FAILURE ANALYSES 
OF 
SAMPLES  REPRESENTATIVE 
OF 
FAILURE  CAUSES 
Desc r ip t ion  of Appendix " B Content - During  the  course of t h e  tes t  
program, a f a i l u r e  a n a l y s i s  was performed on each  capac i to r  which f a i l e d .  
F a i l u r e  a n a l y s i s  numbers were ass igned  numer ica l ly  in  sequence  as they 
were done.   Photographs  taken a t  t h e  time a n  i n d i v i d u a l  a n a l y s i s  was made 
were ass igned  a numerical  number c o r r e s p o n d i n g  t o  t h e  f a i l u r e  a n a l y s i s  
number w i t h  a l p h a b e t i c a l  s u f f i x e s  t o  d i s t i n g u i s h  b e t w e e n  s e v e r a l  p h o t o -  
graphs that  might  have been taken of the  capac i tor  be ing  ana lyzed .  Repre-  
s e n t a t i v e  f a i l u r e  a n a l y s e s  and some photographs were s e l e c t e d  f o r  u s e  i n  
t h e  F i n a l  R e p o r t  t o  h e l p  i n  t h e  i l l u s t r a t i o n  and d i s c u s s i o n  of f a i l u r e  
causes .  Fo r  th i s  r eason ,  t he  Fa i lu re  Ana lys i s  numbers  found i n  Appendix B 
are not   in   consecut ive   numer ica l   sequence .  Though t h e  f a i l u r e  a n a l y s i s  
s h e e t s  i n  Appendix B may r e f e r e n c e  2 o r  more photographs ,  there  are si t-  
uat ions where only 1 photograph w a s  u s e f u l  i n  t h e  text  of t h e  r e p o r t .  
F igu re  numbers are a s s igned  to  the  pho tographs  used  in  the  text of t h e  
r e p o r t  f o r  d i s c u s s i o n  p u r p o s e s .  
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FAILURE  ANALYSIS NO. 1 
S e r i a l  No. 42FB16 Design B-2 
Type of   Fai lure:   Short  T e s t  Temperature: 125OC 
Date  Failure  Occurred : 7/14/69 Date Removed: 9/17/69 
Elapsed Time Reading: 0 Hours 
Capacitance : 1.0 mfd. 
Life  Operating  Hours: 0 Hours 
AC Voltage: 127V  rms 
I n i t i a l   E l e c t r i c a l   I n s u l a t i o n   R e s i s t a n c e
Measurements . Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
@ 25OC 0.991 0.08 150K  megohms 14,0001< megohms 
@ T e s t  Temperature 0.986 0.06 2.5K megohms 75K megohms 
Fa i lu re   Ind ica t ing  Mechanism: Neon Light on  Fuse Board 
Physical  Condition:  External was good. 
Resul ts  of Analysis:   Construction was good. Reason f o r  s h o r t  was  a puncture 
d i r ec t ly  th rough  the  d i e l ec t r i c  a t  about 3 inches distance from the s ta r t  of the 
second f o i l  a t  the s t a r t  of the winding. The puncture was 5/8" i n  from the  edge 
of t h e  d i e l e c t r i c .  No contamination was evident.  Photograph #lA a t  9 power 
magnification shows the puncture with the foil  folded back so that  the pinhole  
burnt  through the foi l  and d ie lec t r ic  bo th  can  be seen. A photograph I B  a t  22 
power magnification shows an enlarged view of the dielectric puncture.  
Conclusion: The f a i l u r e  was of  an  infan t i le  na ture  and occurred  as a r e s u l t  of 
t h e  i n i t i a l  400 Hz vol tage  appl ica t ion .  
Photographs: Date Analysis  Performed: 
1A & 1B 12/29/69 
Analysis Performed By: 
Richard R .  Bai ley 
See Figure #42 i n  r e p o r t .  
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FAILURE  ANALYSIS NO. 3 
S e r i a l  No. 43FB13 Design E-2 
Type of Fa i lu re :  
Date Failure Occurred: 
Elapsed Time Reading: 
Capacitance: 
I n i t i a l  E l e c t r i c a l  
Measurements 
@ 25OC 
@ Test Temperature 
Short 
7/14/69 
1.5 Hours 
1.0 mfd. 
Capacitance 
1.015 mfd. 
1.011 m f d .  
Test Temperature : 125OC 
Date Removed : 9/17/69 
Life  Operating Hours: 1 .5  Hours 
Ac Voltage:  156 m s  
Insulat ion  Resis tance 
% DF Terminal-to-Terminal  Terminal-to-Case 
0.09 140K  megohms ' 20,000K megohms 
0.06 6K megohms  56K megoh s 
Fa i lure   Ind ica t ing  Mechanism: Neon Light on Fuse Board 
Physical  Condition:  Outside good 
Results of Analysis: The f a i lu re  occur red  th rough  the  d i e l ec t r i c  a t  a point  approx- 
imately 7 f e e t  from the beginning of the  winding. The puncture occurred where a 
wrinkle running the length of the material intersected a wrinkle running crosswise 
the  mater ia l .  Wherever wrinkles occur,  addltional stresses occur on t h e  d i e l e c t r i c  
which may l ead  to  f a i lu re .  It i s  be l ieved  tha t  the  p la tes ,  i f  g iven  a chance, may 
move s l i g h t l y  under  s t resses  of  the  vary ing  e lec t ros ta t ic  f ie ld  assoc ia ted  wi th  AC 
appl icat ions.  The presence of wrinkles can create the voids necessary for  s l ight  
movement. Mechanical stresses exerted on t h e  d i e l e c t r i c  where wrinkles  occur  con- 
t r i b u t e  toward eventual failure.  It  is poss ib l e  tha t  t he  f a i lu re  was due t o  d i e l e c -  
t r i c  weakness a t  tha t  po in t  bu t  very  l ike ly  tha t  the  wr inkle  was the cause or con- 
t r ibu ted  to  the  fa i lure .  Appl icable  vol tage  and current  recorder  char ts  were in-  
spected and nothing unusual i n  equipment  or tes t  condi t ions  was noted. The current  
t o  t h e  t e s t  r a c k  dropped of f  abrupt ly  the  cor rec t  amount when the  capac i tor  fa i led .  
Conclusion: Failure occurred through the dielectric with a wrinkle' believed a con- 
t r i b u t i n g  f a c t o r  t o  t h e  f a i l u r e .  
Photograph: Date Analysis Performed: Analysis Performed By: 
3A 1/2/70 Richard R .  Bailey 
Refer  to  Figure 37 i n  r e p o r t .  
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FAILURE  ANALYSIS NO. 6 
S e r i a l  No. 43FAll  Design A-2 
Type of Failure:   Sh t 
Date Failure  Occurred:  7/16/69 
Test Temperature: 125OC 
Date Removed : 9/17/69 
Elapsed Time Reading: 52.0 Hours Life  Operating Hours:  52.0 
Capacitance: 1.0 mfd AC Voltage : 156 rms 
In i t i a l   E lec t r i ca l   In su la t ion   Res i s t ance  
Measurements  Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
@ 25OC 1.014  0.15 130K  megohms 9,000K megohms 
@ Test  Temperature  1.006  0.24 6.5K megohms  120K  megohms
Fai lure  Indica t ing  Mechanism: Neon Light on  Fuse Board 
Physical  Condition:  External  good. 
Results of  Analysis:  Failure  occurred from dielectric puncture located about % inch 
i n  from  edge  of d i e l e c t r i c  and a t  about 3 f e e t  from f i n i s h  of winding.  Nothing i n  
the  d ie lec t r ic  or  cons t ruc t ion  was found tha t  could  cont r ibu te  to  the  fa i lure .  The 
applicable voltage and current  recorder  char ts  were  examined a t  time of f a i l u r e .  
Voltage was c o r r e c t  a t  155 v o l t s  r m s  and current  dropped the appropriate amount 
abruptly when capaci tor  43FAll w a s  shorted.  
Conclusion: Failure occurred a t  a weak p o i n t  i n  t h e  d i e l e c t r i c  and due to  occur-  
rence af ter  only 52 hours of operat ion,  i s  cons idered  an  infan t i le  fa i lure .  
Photographs : 
6A 
Date Analysis Performed: 
1/14/70 
Analysis Performed By: 
Richard R .  Bailey 
See Figure 43 i n  r e p o r t ,  
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FAILURE  ANALYSIS NO. 7 
S e r i a l  No. 47XA02 Design A-3 
Type of Fa i lure :  Short Test Temperature: 125OC 
Date Failure Occurred: 7/23/69  Date Removed: 9/17/69 
Elapsed Time Reading: 56.5 Hours Life  Op rating Hours:  56.5 Hours 
Capacitance: 
I n i t i a l  E l e c t r i c a l  
Measurements 
@ 25OC 
@ Test Temperature 
0.25 mfd. AC Voltage:  311 r m s  
Insulat ion Res i s  tance 
Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
0.244 0.15 500K  megohms 2 , 600K  megohms 
0.245 0.06 75  megohms 79K  megohms 
Fai lure   Ind ica t ing  Mechanism: Neon Light on  Fuse Board 
Physical  Condition:  External good. In t e rna l  - not iced   tha t   so lder   sea l  between 
eye le t  r i m  and tube on one edge was poor. 
Results of Analysis: The d i e l e c t r i c  f a i l e d  i n  a t  l e a s t  2 major areas with other 
smaller points found also. In both major breakdown areas ,  the  mater ia l  was black- 
ened and fused together,  making separa t ion  d i f f icu l t .  There  was evidence  along 
margin .edges and other areas of carbon deposits even though many of these areas 
were nowhere near the point of failure.  Photograph 7B shows  a s t r i p  of metall iz- 
ing fused to the layer of p l a in  d i e l ec t r i c .  Th i s  was found when separating mater- 
i a l  layers .  The unusual track and t r a n s f e r  of metallizing could have  been caused 
by heating along a corona track. Previous testing for corona on 10 samples indi- 
ca t e s  a l so  tha t  t he  tes t  vol tage involved with this  par t  i s  considerably above the 
corona level. 
Conclusion: Failure was due t o  weakening  of t h e  d i e l e c t r i c  by action of corona. 
Photographs : Date  Analysis  Per formed : 
7A & 7B 1/14/70 
Refer  to  Figure #47 in  r epor t .  
Analysis Performed by 
Richard R .  Bailey 
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FAILURE  ANALYSIS NO. 14 
S e r i a l  No. 43FB16 Design B-2 
Type of   Fai lure:   Short  
Date  Failure  Occurred : 8/19/69 
T e s t  Temperature : 125OC 
Date Removed: 9/17/69 
Elapsed Time Reading:  705.0  Hours Life  Operating  Hours: 705 Hours 
Capacitance : 1.0 mfd. AC Voltage: 156 rms 
In i t i a l   E lec t r i ca l   In su la t ion   Res i s t ance  
Measurements  Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
@ 25OC 0.981  0.1 2 2 OK megohms 12,000K megohms 
@ Test  Temp rature 0.981  0.06 7.5Kmegohms 65K  megohms 
Fai lure  Indica t ing  Mechanism: Neon Light on Fuse Board 
Physical  Condition:  External  good. 
Resul ts  of Analysis :  Fai lure  occurred at  a dis tance of  about 6 f e e t  from the 
s t a r t  of the winding or at about 1/4 of the  to ta l  winding  inser t  l ength .  The 
puncture  occurred  about  3/4"  in  from  the  edge of t h e  d i e l e c t r i c .  No contamination 
or  evidence of corona  could be found.  General  construction was good.  Voltage and 
cur ren t  char t s  show t e s t  cond i t ions  we l l  w i th in  spec i f i ca t ions .  
Conclusion: Failure occurred due t o  d i e l e c t r i c  breakdown with nothing in evidence 
t h a t  would have c o n t r i b u t e d  t o  d i e l e c t r i c  f a i l u r e .  
Photographs : Date  Analysis  Performed:  Analysis  Performed By: 
14A & 14B 4/1/70  Richard R.  Bailey 
See Figure #46 i n  r e p o r t .  
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FAILURE  ANALYSIS NO. 16 
S e r i a l  45XA01 Design A-3 
Type  of Fa i lure :   Shor t  
Date Failure  Occurred : 8/21/69 
Elapsed Time Reading:  760  Hours 
Capacitance,:  0.25 
I n i t i a l  E l e c t r i c a l  
Measurements  Capacitance 
@ 25OC 0.244 
@ Test  Temperature 0.246 
Fa i lu re   Ind ica t ing  Mechanism: Neon 
Test Temperature: 125OC 
Date Removed : 9/17/69 
Life  Operating  Hours: 760  Hours 
AC Voltage : 198 r m s  
Insulat ion  Resis tance 
% DF Terminal-to-Terminal  Terminal-to-Case 
0.16 510K  megohms 2,600K megohms 
0.07 100- I t  11 l O O K  megohms 
Light on Fuse Board 
Physical  Condition:  External,  good. I n t e r n a l ,   s o l d e r  d i d  not  run down between 
eye le t  r i m  and can on one end. 
Resul ts  of  Analysis:  Failure  occurred  with 8" of t h e  s t a r t  of  the  winding. The 
winding had co l lapsed  in to  t h e  mandrel hole,  creating a sharp  c rease  in  the  d ie -  
l ec t r i c  fo r  t he  fu l l  w id th  o f  t he  d i e l ec t r i c .  Pho tograph  116A shows the black- 
ened area of f a i l u r e  and also  the  crease.   Magnif icat ion is a t  10 power. Recorders 
demonstrated normal equipment operation a t  time of f a i l u r e .  
Conclusion: The mechanical  s t resses  due to the wrinkle contributed to weakening 
of t h e  d i e l e c t r i c  and even tua l  f a i lu re .  
Photograph:  Date Analysis  Performed: 
1 6 A  4/13/70 
Analysis Performed By: 
Richard R. Bailey 
Refer  to  Figure No.  38 i n  Report. 
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FAILURE  ANALYSIS  NO. 22 
Serial  No.  42FA10 Design A-2 
Type  of  Failure:  Short 
Date  Failure  Occurred:  10/22/69 
Elapsed  Time  Reading:  1,950  Hours 
Capacitance:  1.0  mfd. 
Initial  Electrical 
Measurements  Capacitance 
@ 25OC 1.012 mfd. 
@ Test Temperature 1.011 mfd. 
1,000 hour eading 1.006 rnfd. 
Jx IR  read  at  1/2  rated  VDC 
Test  Temperature : 125OC 
Date  Removed:  10/29/69 
Life  Operating  Hours:  1,950  Hours 
Ac  Voltage:  127 rms 
Insulation  Resistance 
% DF Terminal-to-Terminal Terminal-to-Case 
0.15  12 K  megohms 10,000K  megohms 
0.23 7K  megohms 10 5K  me  gohms 
0.27  11.5K  megohmsgc  170Ke ohms* 
Failure  Indicating  Mechanism:  Current  drop  shown  on  recorder. 
Physical  Condition:  External - good.  Internal - Winding  was  well  surrounded  by 
black  silicone  compound. 
Results  of  Analysis:  Construction  appeared  to  be  very  good.  Failure  occurred  on 
the  outer  turn  of  the  material  at  completion of the  winding.  The  polycarbonate  had 
become  very  flaky  and  had  decomposed.  After  the  outer  turn  had  been  removed, con- 
dition  of  the  polycarbonate  throughout  the  remainder of the  winding  was  excellent. 
The current  recorder  indicates  an  abrupt  fai-lure.  Photographs  22A  and  22B  show  the 
flaky  polycarbonate. 
Conclusion:  Failure  was  caused  by  contamination  on  the  outer  surface  which  resulted 
in  chemical  attack  and  decomposition  of  the  outer  layer  of  polycarbonate  under con- 
ditions  of  time  (1,950  hours)  and  temperature  (125OC). 
Photographs:  Date  An ly is Performed: 
22A & 22B  4/15/70 
Analysis  Performed  By: 
Richard  R.  Bailey 
Refer  to  Figure #49 in report. 
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FAILURE  ANALYSIS NO. 23 
S e r i a l  No.  44XB08 Design E - 1  
Type of  Fai lure:   Sh t  Test Temperature : 125OC 
Date Failure  Occurred: 10/23/69 Date Removed : 10/29/69 
Elapsed Time Reading:  1,987.5 Hours Life  Operating  Hours:  1,987.5 Hours 
Capacitance : 1.0 mfd. AC Voltage : 184 r m s  
I n i t i a l   E l e c t r i c a l   I n s u l a t i o n   R e s i s t a n c e  
Measurements Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
@ '. c 0 994  0.12 200K megohms 110,000K megohms 
@ l , . s t  Temperature  0.990  0.07 650- ' I  COK megohms 
Fai lure  Indica t ing  Mechanism: Neon Light on Fuse Board 
Physical  Condition:  External,  good. Internal,   the  white  mylar  adhesive  tape 
US: 3 to  insu la te  winding  from metal tube had d isco lored  to  a blackish green. 
The mylar  insulat ing end caps and the yellow sealing tape had also turned a 
blackish green. 
Results of Analysis:  Failure occurred near start  of the winding and  was due t o  
d ie lec t r ic  puncture  and fusion  of  layers  together.  The f a i l u r e  may have  been 
caused by a small c i rcular  depression in  the polycarbonate  as a r e su l t  o f  pass- 
ing  over a 1/32" dr i l led  hole  in  the  winding  core .  The core  appeared smooth 
except that sometimes what s tar ts  out  as  a small  indentation is  amplified by the 
t ime severa l  ro ta t ions  of the mandrel and layers of material  have been added. 
Conclusion:  Failure  occurred due t o  s t r e s s  caused by the  small  1/32"  hole 
dr i l led in  the winding core.  Future  recommendations may be to  e l imina te  the  
small 1/32" diameter holes from the core.  
Photograph:  Date  Analysis  Performed:  Analysis  Performed By: 
2 3A 4/15/70 Richard R .  Bailey 
Refer  to  Figure 839 in  Report .  
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FAILURE  ANALYSIS  NO.  25 
Serial No. 45XA03  Design A-3 
Type  ofFailure:  IRShort Test Temperature: 125OC 
Date  Failure  Occurred:  9/8/69 Date  Removed:  9/10/69
Elapsed  Time  Reading:  998.9  Hours Life  Operating  Hours:  998.9  Hours 
Capacitance : 0.25  mfd. AC  Voltage:  198 rms 
Initial  Electrical Insulation Resistance
Measurements  Capacitance % DF  Terminal-to-Terminal  Terminal-to-Case 
@ 25OC  0.246  0.14 700K megohms  4,800K megohms
@ Test  mperature  0.247 0.07 3.6K megohms  llOKmegohms 
Failure  Indicating  Mechanism: IR Reading  on  Megohmmeter 
Physical  Condition:  External  good. 
Results  of  Analysis:  Small  pinhole  punctures  were  found  with  spots  surrounding 
them  indicating  clearing  had  occurred.  The  clearing  may  have  occurred  during  the 
ac  test  or  previously  during  the  manufacturing  stage.  One  such  pinhole  is shown 
in  photograph  25B.  The  pinhole  which  resulted  in a  short  is  shown  in  photograph 
25A.  Both  photographs  were  at  22X  magnification.  The  puncture  shown  in  photo  25A 
illustrates  inability  of  the  part  to  clear  itself  due  to  insufficient  energy  of 
the  insulation  resistance  measuring  instrument. A voltage  of  500VDC  was  applied 
between  terminals.  Due  to  several  parts  failing,  the  applied  voltage  for  IR  meas- 
urement  was  reduced  by  50%  on  other  capacitors.  Pinholes  may  have  existed  in  the 
raw material  to  begin  with. The clearing  process  usually  results  in  lowering  of 
the  insulation  resistance. 
Conclusion:  Failure  resulted  at a  weak  point  in  the  dielectric  and  energy  of  IR 
instrument  was  not  sufficient  to  clear  the  fault. 
Photographs:  Date  Analysis  Performed:  Analysis  Performed  By: 
25A & 25B  1/14/70 Richard R. Bailey 
See  Figures #44 and 845 in  report. 
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FAILURE  ANALYSIS NO. 27 
Serial No. 35XA01 Design  A-3 
Type  ofFailure:  IRShort 
Date  Failure  Occurred:  9/7/69 
Elapsed  Time  Reading:  998.9  Hours 
Capacitance : 0.25 mfd. 
Initial  Electrical 
Measurements  Capacitance 
(3 25OC 0.249 mfd. 
(3 Test Temperature 0.251 mfd. 
Test  Temperature : 105OC 
Date Removed: 9/10/69 
Life  Operating  Hours:  998.9  Hours 
AC  Voltage : 198  rms
Insulation  Resistance 
% DF  Terminal-to-Terminal  Terminal-to-Case 
0.15 475K  megohms  3,600K  megohms 
0.08 1.2K megohms  1,000K  megohms 
Failure  Indicating  Mechanism:  IR  reading  on  megohmmeter 
Physical  Condition:  External - Good.  Internal - Solder  joint  between  eyelet  rim 
and  tube  was  poor on  one  end.  Lead  termination  to  the  end  of  the  winding  was  good 
on each  end.  Outward  appearance  of  the  winding  was  good. 
Results  of  Analysis:  Several  areas  of  puncture  gave  evidence  of  pinholes  and 
associated  clearing.  One  area  had  clusters  of  pinholes  and  clearing  spots  within 
a  3/4"  diameter.  Failure  occurred  while  measuring  IR  during  shutdown  at  the  1,000 
hour  interval.  Measuring  voltage  was  500WVDC.  Some  contamination  was  found but 
not  in  the  area  of  failure.  Photograph  27A  indicates  contamination  found.  Photo- 
graph 27B indicates  point of failure.  Several  other  areas  were  very  black  but  had 
successfully  cleared.  These  were  not  photographed.  Magnification  of  photograbhs 
27A  and  27B  was 22%X. 
Conclusions:  Failure  occurred  when  a  pinpoint  puncture  occurred  during IR meas- 
urement  at 500  volts  DC and  sufficient  energy  was  not  available  to  clear  the  fault. 
Photographs:  Date  Analysis  Performed : Analysis  Performed  By: 
27A & 27B  4/2 /70  Richard  R.  Bailey 
See  Figure 1/48 in  report. 
FAILURE ANALYSIS NO. 35 
S e r i a l  No. 47XA04 
Type of Fa i lure :   Shor t  
Date  Failure  Occurred:  8/31/69 
Elapsed Time Reading:  992.9  Hours 
Capacitance : 0.25  mfd. 
I n i t i a l  E l e c t r i c a l  
Measurm ents  Capacitance 
@ 25OC 0.249 
@ Test  emperature  0.251 
Design A-3 
Test Temperature : 125OC 
Date Removed: 9/17/69 
Life  Operating Hours: 992.9  Hours 
AC Voltage : 311 r m s  
Insulat ion  Resis tance 
% DF Terminal-to-Terminal  Terminal-to-Case 
0.15 525K  megohms 3,400K megohms 
0.07 1.6K  megohms 9OK megohms 
Fai lure   Indicat ing Mechanism: Neon Light on Fuse Board 
Physical  Condition:  External good. In te rna l :   Solder   sea l  between eye le t  r i m  
and tube d i d  not flow well. 
Resul ts  of  Analysis :  Fai lure  occurred through the dielectr ic  a t  about  2 f e e t  from 
the beginning of the winding. Two layers of winding material  (1 layer of metall ized 
polycarbonate and 1 layer  of plain polycarbonate) had been scratched or gouged a t  
time of winding. A s t r a i g h t  l i n e  mark exis ted on both layers  for  a dis tance of 
about  18  inches. The  two layers  were  then  separated and the  scra tch  or  gouge 
exis ted on both  layers and the  scra tch  l ines  were  congruent.  For  this  reason, it 
i s  ce r t a in  tha t  t he  damage t o  t h e  d i e l e c t r i c  was done by something on the winding 
machine.  Photograph 35A was done a t  45 power magnification and Photograph 35B 
was performed a t  5-1/4 power magnification.  Voltage and current  recorder  checks 
ve r i f i ed  t e s t  cond i t ions  were co r rec t .  
Conclusion: Failure occurred from  weakened dielectric due t o  the scratched and 
gouged surface on 2 l aye r s  of mater ia l .  
Photographs : Date  Analysis  Performed : Analysis  Performed By: 
35A & 35B 1/13/70  Richard R .  Bailey 
Refer  to  Figure No. 41 in  Report .  
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FAILURE ANALYSIS NO. 36 
S e r i a l  No. 43XB06 Design B-1 
Type of F a i l u r e  : Short Test Temperature : 125OC 
Date Failure  Occur d:  11/19/69  Dat Removed: 12/16/69 
Elapsed Time Reading:  2,503.5  Hours Life  Operating  Hours:  2,503.5  Hours 
Capacitance : 1.0  mfd. AC Voltage:  156 rms 
I n i t i a l   E l e c t r i c a l   I n s u l a t i o n   R e s i s t a n c e  
Measurement Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
@ 25OC 1.000 0.13 190K  megohms 140 , OOOK megohms 
@ Test  Temperature  1.000  0.08  590- 'I " 80K  megohms
E l e c t r i c a l  Measurements 
@ 1,000 Hours 0.993 0.04 280- " 'I 47K megohms 
@ 2,000 Hours 0.989 0.08 550- 'I I' 30K megohms 
Fa i lu re  Ind ica t ing  Mechanism: Neon Light on Fuse Board 
Physical  Condition:  External:   Metal   near  glass on e y e l e t  was discolored,   possibly 
due t o  impregnant. Tube ou te r   su r f ace  was s t i cky .   In t e rna l :   Sea l  between eye le t  
r i m  and tube was good  on both ends.  I f  there  was a leak,  i t  may have  been  due t o  
metal bead  on e y e l e t  i t s e l f .  T h e r e  seemed t o  be q u i t e  a b i t  o f  l i q u i d  f i l l  y e t  
around surface of winding. The clear  mylar  end cap and white mylar insulating tape 
had turned black. 
Resul ts  of Analysis:  After removing the black (or iginal ly  white)  mylar  insulat ing 
t a p e ,  a wine colored substance was found  on surface  of  winding.  This  has  been 
noticed previously and is  being  analyzed by TRWC Chemistry  Lab. The lead  termina- 
t i o n  was  good on  one  end  of the  winding and poor on the other end, Evidence of 
t h e  f a i l u r e  was found a t  about 8 f e e t  from s ta r t  of  winding.  Material was badly 
burnt and layers  were  fused  together  as shown i n  photograph #36A. It is believed 
t h a t  a s t r e s s  on the  ma te r i a l  a s  i t  was ro l led  t igh t  over  a 1/32" o i l  c i r c u l a t i n g  
hole  dr i l led  in  the  winding  core  may have contributed to failure.  Photograph #36B 
i l lus t ra tes  the  winding  core  wi th  some fused winding material down i n  o i l  c i r c u l a -  
t ing  hole.   Voltage and cur ren t  recorder  char t s  ver i f ied  tha t  genera tor  and cur-  
r e n t  were  normal a t  t ime of  fa i lure .  The spec i f ica t ion  for  winding  the  capac i tor ,  
Spec. No. 20A06176 spec i f ied  in  Para .  9 .2  tha t  a padding  should  be  used a t  s t a r t  
of  winding  between f i r s t  two shee t s  and las t  two shee t s .  No evidence of this pad- 
ding could be found. 
Conclusion:  Failure  occurred  as a r e s u l t  of d i e l e c t r i c  breakdown might have been 
avoided i f  padding had been used according to  the manufactur ing specif icat ion.  
Photographs:  Date  Analysis  PerformedAn lysis Performed By: 
36A ti 36B 4/27/70  Richard R. Bailey 
Refer  to  Figure f40 in  Report .  
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FAILURE  ANALYSIS NO. 41 
S e r i a l  No. 42XB06 
Type of   Fai lure:   Short  
Date Failure  Occurred:  1/25/70 
Elapsed Time Reading:  3,954  Hours 
Capacitance:  1.0 mfd .  
I n i t i a l  E l e c t r i c a l  
Measurements  Capacitance 
@ 25OC 1.008 
@ Test Temperature  1.005 
E l e c t r i c a l  Measurements 
@ 1,000 Hours 
@ 2,000 Hours 
(3 3,000 Hours 
0.998 
0.994 
0.985 
Design B-1  
Test Temperature: 125OC 
Date Removed : 2/6/70 
Life  Operating  Hours:  3,954 Hours 
AC Voltage : 127 rms 
I n s u l a t i o n  R e s  is  tance 
% DF Terminal-to-Terminal  Terminal-to-Case 
0.12 180K  megohms  100,OOOK megohms 
0.08  530- " I'  9OK megohms 
0.03  210- I'  ' I  105K  megohms 
0.13  440- I'  I' 59K  megohms
2.38  450- 6 2K megohms 
Fa i lu re  Ind ica t ing  Mechanism: Neon Light on Fuse Board 
Physical  Condition:  External - Good. I n t e r n a l  - The white  mylar  insulating  tape 
had turned a blackish green as  wel l  as  the clear  mylar  insulat ing end caps. 
Results of Analysis:  It was no t i ced  tha t  d i s s ipa t ion  f ac to r  was recorded a t  2.38% 
a t  t he  3 ,000  hour  in t e rva l  and only 0.13% a t  t h e  2,000 hour  level .  When the  capa- 
c i t o r  was dismantled, some evidence of arcing was vis ible  under  the lead-head to  
winding  termination.  This i s  shown i n  photograph #41A a t  6X magnif icat ion.   In  
unwinding the capacitor,  a d ie lec t r ic  puncture  w a s  found within about 1/4" from 
the  poorly  terminated end of  the  winding. Material l aye r s  were  fused  together 
from  the  beginning af the  winding  core  for  about 9 feet  of  inser t  length.  Record-  
e rs  ver i fy  proper  equipment  opera t ion  a t  t ime of  fa i lure .  
Conclusions:  Increased  heating  due to  h ighe r  d i s s ipa t ion  f ac to r  caused  by the  
problem on one end a t  terminat ion apparent ly  affected s t rength of d i e l e c t r i c  and 
consequen t ly  r e su l t ed  in  d i e l ec t r i c  f a i lu re .  
Photographs: Date Analysis  Performed : Analysis  Performed By: 
41A & 41B 5/6/70  Richard K. B a i l e y  
Refer  to  Figure $124 in .Repor t .  
FAILURE ANALYSIS NO. 42 
S e r i a l  No. 43XA02 . Design A-1  
Type of  Failure:   Short  T e s t  Temperature: 125OC 
Date Failure  Occurred:  2/21/70 Date Removed : 4/20/70 
Elapsed Time Reading:  4,355 Hours Life  Operating Hours:  4,355  Hours 
Capacitance : 1.0 mfd. AC Voltage : 156 rms 
In i t i a l   E lec t r i ca l   In su la t ion   Res i s t ance  
Measurements Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
(3 25OC 1.043 0.09 180K megohms 4 , OOOK mzgohfs 
(3 Test Temperature 1.047 0.10 170- 'I 'I 530- 
E l e c t r i c a l  Measurements 
@ 1,000 Hours 
(3 2,000 Hours 
@ 3,000 Hours 
(3 4,000 Hours 
1.041 0.31 85- It 72K megohms 
1.033 0.52 160- It It 210K megohms 
0.967 1.20 5.7- I' 160K megohms 
1,001 0.75  37- " 160K  megohms 
Fai lure  Indica t ing  Mechanism: Neon Light on Fuse Board 
Physical Condition: External - A brown  compound  was found on each  end,  believed 
t o  be baked-on  impregnant. I n t e r n a l  - The black s i l icone rubber- l ike compound 
had apparently been burnt since flakes of a grayish brown (or iginal ly  black)  
compound ex i s t ed .  
Results of Analysis: The outer  layer  of d ie lec t r ic  mater ia l  fe l l  o f f  the  winding .  
A puncture centered between ends of the winding was noticed. Photograph #42A shows 
one eye le t  which  had  been l i f t e d  from end of  can before  s tar t ing fai lure  analysis .  
There was no evidence of  any impregnant l e f t  i n s ide  the  tube  o r  winding and evid- 
ence on both external ends of the  tube  that  impregnant had been  forced  out. As the  
winding was being unwound, a brown residue was noticed spotted throughout the wind- 
ing and  was determined  as  residue from the baked out  impregnant. Some of these 
spots on damaged winding are visible in photograph f42B.  Review  of t h e  t e s t  d a t a ,  
revealed a continual lowering of the capacitance with time, an increase in DF t o  
1.20% at  the 4,000 hour  interval ,  and a decrease with time of terminal-to-terminal 
I R  . 
Conclusion: Loss of impregnant and ever  increasing DF contr ibuted to  eventual  
d i e l e c t r i c  f a i l u r e .  
Photographs : Date  Analysis  P rformed:  Analysis  Performed. By: 
42A & 42B 5/7/70  Richard R .  Bailey 
Refer to Figure #36 in Report .  
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FAILURE ANALYSIS NO. 46 
S e r i a l  No.  41FA12 Design A-2 
Type of   Fai lure:  DF T e s t  Temperature: 125OC 
Date  Failure  occurred:  1/29/70 Date Removed : 4/20/70 
Elapsed Time  Reading:  5,000 Hours Life  Operating Hours:  5,000  Hours 
Capacitance : 1.0 mfd. AC Voltage : 99 r m s  
I n i t i a l   E l e c t r i c a l   I n s u l a t i o n   R e s i s t a n c e
Measurements Capacitance % DF Terminal-to-Terminal  Terminal-to-Case 
3 25OC 1.012  0.14 130K  megohms 9 , 200K megohms 
3 Test  Temperature 1.003 0.20 6.5K  megohms  82K megohms 
Electr ical   Measuremnts  
3 1,000 Hours 
3 2,000 Hours 
3 3,000 Hours 
3 4,000 Hours 
3 5,000 Hours 
F i n a l  a t  25OC 
1.003 0.25 10K  megohms  47K  megohms 
1.001 0.30 5.6K megohms 38K megohms 
1.002 0.29 4.7K megohms 45K megohms 
> 10.0 4.5K megohms 5 8 K  megohms 
> 10.0 130K 'I 2,900K megohms 
1.003  0.50 4K megohms  43K  megohms 
Fai lure   Indicat ing Mechanism: Capacitance  Bridge 
Physical  Condition:  External, good except   for   solder   joints  around the  leads.  
Results  of  Analysis:   Seal  test  shows v e r y  l i t t l e  i f  any leakage.  X-rays  reveal 
one bad termination. When tube was removed  from eye le t ,  t he  t e rmina t ion  f e l l  o f f .  
The lead head was completely oxidized and looked somewhat charred resul t ing from 
a poor s o l d e r  j o i n t  between  the  lead head and the  swedging. Lead head was burned 
in to  the  swedging  as shown i n  photograph 46A.  The opposite  lead head came loose 
e a s i l y .  It was oxidized and charred  but some small  bright spots on the  swedging 
where the head was  soldered indicated it was making contact .  A s p e c i a l  j i g  was 
used t o  measure capacitance and dissipation factor of the winding without the leads 
attached. The capacitance measured  1.001  uf and the DF .12%. 
Conclusion: Bad te rmina t ion  resu l t ing  from co ld  so lde r  j o in t s  caused  oxidation 
and burning of the lead head  which eventual ly  led to  DF failure.  Photograph 46A 
shows the oxidation and charr ing on the swedging. 
Photograph:  Date  Analysis  Performed: Analysis  Performed By: 
4 6A 6/4/70 Kay Waterman 
Refer t o  Figure No. 32 i n  Report. 
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FAILURE  ANALYSIS NO. 48 
S e r i a l  No.  42XA03 Design A - 1  
Type of   Fai lure:  DF 
Date Failure  Occurred:  1/29/70 
Elapsed Time Reading: 5,000 Hours 
Capacitance:  1.0 mfd. 
I n i t i a l  E l e c t r i c a l  
Measurements Capacitance 
@ 25OC 1.009 
@ Test  emperature  1.023 
E l e c t r i c a l  Measurements 
@ 1,000 Hours  1.023 
@ 2,000 Hours 1.020 
@ 3,000 Hours 1.021 
@ 4,000 Hours 1.023 
@ 5,000 Hoys 
F ina l  @ 25 C Open 
Test Temperature: 125OC 
Date Removed : 4/20/70 
Life  Operating Hours: 5,000 Hours 
AC Voltage : 127 rms 
Insulat ion  Resis tance 
% DF Terminal-to-Terminal  Terminal-to-Case 
0.09 300K  megohms 40,000K megohms 
0.07 3.2K  megohms 3 20K megohms 
0.03 49K  megohms 370K megohms 
0.11 6.2K megohms 310K megohms 
0.36 26K  megohms 3 OOK megohms 
3.01 48K  megohms 400K megohms 
> 10.0 1 K  megohms 380K megohms 
Open 380K megohms 90,000K megohms 
Fai lure   Indicat ing Mechanism: Capacitance  Bridge 
Physical  Condition:  External - Leads  are  corroded. Some solder   bui ldup on  one 
eye le t  s ea l .  In t e rna l  - Solder  jo in t  between eye le t  r i m  on one  end and case was 
poor i n  t h a t  s o l d e r  b u i l t  up ex te rna l ly  on eye le t  bu t  d i d  no t  run  in to  jo in t .  
The insulat ing cap between end of winding and eye le t  a t  end of can w a s  b r i t t l e  
on both  ends.  Termination on  one end pul led off  easi ly ,  taking the schooping 
along  with i t .  The schooping  (metal end spray) and end of  winding  appeared t o  
be charred and oxidized. 
Results of Analysis:  Though  bond between lesd head to  schooping  (metal end spray) 
was good,  the  adhesion  between  schooping  (metal end spray) and the metal l ized 
p l a t e s  of the winding was poor r e s u l t i n g  i n  a hea t ing  e f f ec t  which i n  t i m e  destroy- 
ed the contact area completely. Evidence of the ever increasing DF with t i m e  is  
found in  r ev iewing  e l ec t r i ca l  measurements a t  the 1,000 hour  intervals .  
Conclusion:  Insuff ic ient  contact  area between the  schooping and  winding  caused 
t h i s  DF f a i lu re .  Con t r ibu t ing  to  the  f a i lu re  was oxidation due to  the  presence  
of a i r  because of the seal leakage. 
Photograph:  Date  Analysis  Pe formed: Analysis  Performed By : 
48A 6/4/70 Kay Waterman 
Refer To Figure # 28 In Report .  
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